St. Mary’s County

MetCom

Grinder Pump Field Inspection Form

NelWVALY

Wo 2GTl

Date of Inspection i [ oM Inspector Initials £f (8
Inspection Number '

Property Address Y703 Lighthouse Rd,

Weather Conditions | Rain ~Snow unn Cloudy

Does MetCom own the grinder pump?

@ No

Unknown, add comments in observations

What type of pump is this?

[ ( Meyer@ Barnes Retrofit El
N~— —
What is the condition of the vault?
Excellent ood Fair Poor Immediate Action
What is the condition of the cover?
~ Good Missing Broken offset

What type of cover is installed?

Vented

_Aon-Vented
~—

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent ¢ Good )
——=

Fair

Poor

Immediate Action

Is an isolation valve pre

sent?

C e

No
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What is the condition of the electrical panel?

Excellent ¢ Good) Fair Poor | Immediate Action

Is the audible alarm present and functioning?

Yes (No ) Present, but not tested
T~

Is the visible alarm present and functioning?

. Ve No Present, but not tested |

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations CNo )

Are there any obvious signs of I1&I (ie. clearwater flow)?

/Nﬁigfns of BJ Minor signs of I&| (weeping or trickle) Major (gushing)

—

Other Observations, any “Immediate Action” taken should be described:

Adibl alwwrm  not Sbundinf\F- Visval o lamn l\’gk‘#

shil works

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection | | |12 | wan Inspector Initials £ (&
Inspection Number '

Property Address Yy715 Lgnthovse Rd.

Weather Conditions | Rain " Snow CSunny Cloudy

Does MetCom own the grinder pump?

/7e§7 No Unknown, add comments in observations

—

What type of pump is this?

 Meyers Barnes Retrofit E1

What is the condition of the vault?

Excellent ’ Fair Poor Immediate Action

What is the condition of the cover?

(GoodD Missing Broken offset

What type of cover is installed?

Vented cNon-Vented >

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent (@ Fair Poor Immediate Action |

N

Is an isolation valve present?

L Jac No
—
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What is the condition of the electrical panel?

Excellent

Good Fai Poor

Immediate Action

Is the audible alarm present and functioning?

[ Yes

~No) Present, but not tested

—

Is the visible alarm present and functioning?

(Yes )

No Present, but not tested

L )

Are there any accessibility issues (shrubs, trees, fences)?

No

N
_Xes, note issues below in observations

Are there any obvious signs of 1&I (ie. clearwater flow)?

I)k){ns of I&I Minor signs of 1&I (weeping or trickle)
<=

Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

AU D¢ g larm  ngt &oondf'rg. Visval ajurm light sh

widy KS .

Pane| and waolt uer botn Surunded by dell seagrass

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

022 \o

Date of Inspection

NIYABIL

Inspector Initials £P

Inspection Number

Property Address

Y21q  Ughthevse pd.

Weather Conditions

Rain

Snow

Sunny Cloudy

Does MetCom own the grinder pump?

@) No

Unknown, add comments in observations

What type of pump is this?

| Meyers Barnes Retrofit E1
What is the condition of the vault?

Excellent (Good.” Fair Poor | Immediate Action
What is the condition of the cover?

~Good Missing Broken offset

What type of cover is installed?

Vented

/Non-Vented O

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent (Good”’

Fair

Poor

Immediate Action

Is an isolation valve present?

YD

No

———
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What is the condition of the electrical panel?

Excellent Good air Poor Immediate Action

Is the audible alarm present and functioning?

Yes No) Present, but not tested

Is the visible alarm present and functioning?

| es / No Present, but not tested

p ———

Are there any accessibility issues (shrubs, trees, fences)?

R
es, note issues below in observations No |

Are there any obvious signs of 1&I (ie. clearwater flow)?

{ Nos/igns of @(I) Minor signs of 1&1 (weeping or trickle) Major (gushing)

(-

Other Observations, any “Immediate Action” taken should be described:

Shwas ?(u‘\iq\\lj \o\odﬂnﬁ pane\

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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LI

St. Mary’s County MetCom W0 5((0‘7 )

Grinder Pump Field Inspection Form

Date of Inspection ( / | Wi Inspector Initials &£ L)
Inspection Number N

Property Address YUTU  Lightihive 4.

Weather Conditions | Rain " Snow (Summy Cloudy

Does MetCom own the grinder pump?

A\
ﬁe§/ No Unknown, add comments in observations
N

What type of pump is this?

( Meyers”’ Barnes Retrofit El

What is the condition of the vault?

Excellent (Good Fair Poor Immediate Action

What is the condition of the cover?

ﬁo@‘) Missing Broken offset

What type of cover is installed?

Vented Non-Vented>
—

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent @(ﬁD Fair Poor Immediate Action

Is an isolation valve present?

- = s
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What is the condition of the electrical panel?

Excellent @) Fair Poor Immediate Action

_—

Is the audible alarm present and functioning?

Yes /" No ) Present, but not tested
"

Is the visible alarm present and functioning?

es No Present, but not tested B
\——

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations @

Are there any obvious signs of I1&lI (ie. clearwater flow)?

[ mof@ Minor signs of I1&l (weeping or trickle) Major (gushing)
C

Other Observations, any “Immediate Action” taken should be described:

AWl alum gt &o\)ng\{ng

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).

Page 2 of 2



(p22Q
St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection | In, [?/DLL{ Inspector Initials ¢f (£
Inspection Number '

Property Address Y5 Lignthouse €A

Weather Conditions | Rain ~ Snow unn Cloudy

Does MetCom own the grinder pump?

(@ No Unknown, add comments in observations

What type of pump is this?

| (Meyer} Barnes Retrofit El

What is the condition of the vault?

Excellent Good) Fair Poor | Immediate Action

What is the condition of the cover?

_~Good” Missing Broken offset

-

What type of cover is instalied?

B Vented (Non-Vented)

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent (Good / Fair Poor | Immediate Action

Is an isolation valve present?

L [ Yes) No
-
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What is the condition of the electrical panel?

Excellent /6363) Fair Poor Immediate Action
~————

Is the audible alarm present and functioning?

es/ No Present, but not tested
A

Is the visible alarm present and functioning?

| @ | No | Present, but not tested

g

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations m
S~

Are there any obvious signs of I1&I (ie. clearwater flow)?

uos/igns of I&l) Minor signs of I1&I (weeping or trickle) Major (gushing)
-

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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(0220
St. Mary’s County MetCom WO B4 )

Grinder Pump Field Inspection Form

Date of Inspection ! I 12/ Ky Inspector Initials EP (L
Inspection Number !
Property Address Yu719  Lighthoose Rd.

Weather Conditions | Rain “Snow unn Cloudy

Does MetCom own the grinder pump?

Prati
/@s/ No Unknown, add comments in observations
| ———

What type of pump is this?

P cmtne,

Meyers) Barnes Retrofit El
—

What is the condition of the vault?

Excellent Good ¢ Fair 0 Poor | Immediate Action

What is the condition of the cover?

Missing /(r%en) offset

(G’
=

What type of cover is installed?

_—

(

S
n-Ven

Vented @6 -Vented’

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent Good (Falr ) Poor Immediate Action

Is an isolation valve present?

ﬂe,sj—, No
—

Page 1 0of 2



What is the condition of the electrical panel?

Excellent

/Gﬁ)ﬁ? Fair Poor Immediate Action

——

Is the audible alarm present and functioning?

Yes

/No/ Present, but not tested
——

Is the visible alarm present and functioning?

(Yes)

No Present, but not tested T

N

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations No)

Are there any obvious signs of |1&l (ie. clearwater flow)?

Minor signs of I1&I| (weeping or trickle) Major (gushing)

| No-signs of |2l
C

Other Observations, any “Immediate Action” taken should be described:

Nl over e wiveS eyposed in vault joaction ooy

AUl b o larm not SDUV\&V\Q

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the

subject line. One

photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection [0y Inspector Initials €0 (3
Inspection Number ’

Property Address UY720 Lighthoose Rd.

Weather Conditions | Rain ” Snow Surmy Cloudy

———

Does MetCom own the grinder pump?

(Tey/ No Unknown, add comments in observations
N

What type of pump is this?

Meyers Barnes Retrofit E1
~

What is the condition of the vault?

| Excellent ~Good) Fair Poor | Immediate Action

What is the condition of the cover?

Good ) Missing Broken offset
.

What type of cover is installed?

—
Vented /Non-Vented’
N

Condition of interior fixtures (guide rails, electrical connections, etc.)
=
Excellent CG,ood) Fair Poor fmmediate Action

Is an isolation valve present?

E QQS) No
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What is the condition of the electrical panel?

e
Excellent (Gogd/ Fair Poor Immediate Action

Is the audible alarm present and functioning?

1 692 No Present, but not tested

Is the visible alarm present and functioning?

[ ((e-sb No Present, but not tested
~—

Are there any accessibility issues (shrubs, trees, fences)?

| Yes, note issues below in observations ( No /

Are there any obvious signs of I1&l (ie. clearwater flow)?

‘ /Nﬁgns of/l&l) Minor signs of 1&! (weeping or trickle) Major (gushing)
———=

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom Wo- 21675

Grinder Pump Field Inspection Form

Date of Inspection l/ (L f Lo01Y Inspector Initials EFP (3
Inspection Number '
Property Address 4473) Uigrihovse R,
Weather Conditions | Rain " Snow CSunny Cloudy

Does MetCom own the grinder pump?

/@ No Unknown, add comments in observations
~—

What type of pump is this?

B —
Meyers Barnes Retrofit E1
—

What is the condition of the vault?

‘:\
Excellent ( Good/ Fair Poor Immediate Action

What is the condition of the cover?

— N\
/Good / Missing Broken offset
N

What type of cover is installed?

Vented Aon-Vented)

SN

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent G’—‘ Fair Poor Immediate Action
| Copot)

Is an isolation valve present?
i
Yes

| ( ) No

~———
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What is the condition of the electrical panel?

=)
Excellent ( Good Fair Poor Immediate Action

Is the audible alarm present and functioning?

(Yeg No Present, but not tested
(e

Is the visible alarm present and functioning?

N
[ ﬂes ) No Present, but not tested
L

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations ﬂ\lso)

S—

Are there any obvious signs of |&l (ie. clearwater flow)?

/No/signs of/I@ Minor signs of 1&I (weeping or trickle) Major (gushing)
L—/‘/

Other Observations, any “Immediate Action” taken should be described:

Wives exposed g vaw i

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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(07232,
St. Mary’s County MetCom

Grinder Pump Field Inspection Form

' Date of Inspection | [ 12 I W Inspector Initials £ (3
Inspection Number
Property Address Y4737 Lignin ot Pd.
Weather Conditions | Rain “Snow unn Cloudy

Does MetCom own the grinder pump?

Nes) No Unknown, add comments in observations

N

What type of pump is this?

L Me@ Barnes Retrofit E1l

What is the condition of the vault?

F Excellent (Gf)oy Fair Poor Immediate Action
S~——

What is the condition of the cover?

F //G@ Missing Broken offset
S o

What type of cover is installed?

B Vented ~Non-Vented >
~—

Condition of interior fixtures (guide rails, electrical connections, etc.)

r Excellent @ocf Fair Poor Immediate Action

Is an isolation valve present?

(‘Yes) No

—
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What is the condition of the electrical panel?

Excellent /Ggod Fair Poor Immediate Action
~—

Is the audible alarm present and functioning?

| (e No Present, but not tested
N

Is the visible alarm present and functioning?

| (Tes) No Present, but not tested
-

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations ( No)
No®

Are there any obvious signs of 1&l (ie. clearwater flow)?

=
No/@s of,l&l Minor signs of I&] (weeping or trickle) Major (gushing)
—

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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(9233

St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection | IL] 202y Inspector Initials £ (g
Inspection Number

Property Address QY741 Lighthowse PJ.

Weather Conditions | Rain " Snow Sunny Cloudy

Does MetCom own the grinder pump?

()@ No Unknown, add comments in observations
N

What type of pump is this?

B Aeyerk Barnes Retrofit E1 B
N

What is the condition of the vault?

B pscélleny’ Good Fair Poor Immediate Action

What is the condition of the cover?

r (Goog/ Missing Broken offset

What type of cover is installed?
T ——
Vented @n-Vented)

Condition of interior fixtures (guide rails, electrical connections, etc.)

l (Excellem) Good Fair Poor Immediate Action

Is an isolation valve present?

B C_ Yes) No ]
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What is the condition of the electrical panel?

—_ N
~ Excellgm) Good Fair Poor Immediate Action

Is the audible alarm present and functioning?
N
e/ No Present, but not tested

Is the visible alarm present and functioning?

B No Present, but not tested

Are there any accessibility issues (shrubs, trees, fences)?

[ Yes, note issues below in observations @

Are there any obvious signs of &l (ie. clearwater flow)?

/Nﬁns o?l@ Minor signs of 1&l (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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LA

St. Mary’s County MetCom S
WO 21T 524

Grinder Pump Field Inspection Form

Date of Inspection 1] 02y Inspector Initials EP (3
Inspection Number
Property Address YIS  ugntnouse Q4

Weather Conditions | Rain " Snow ~~Stnny> Cloudy

Does MetCom own the grinder pump?

,Ves) No Unknown, add comments in observations
——

What type of pump is this?

eyer B Retrofit El
\l/s/ arnes etrofi f

What is the condition of the vault?

— : : :
| Excellent @g) Fair Poor | Immediate Action |

What is the condition of the cover?

' G ot Missing Broken offset J

Goo
\_/

What type of cover is installed?

e ey
| Vented Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

| Excellent (‘Good ) Fair Poor | Immediate Action
v

Is an isolation valve present?

r Yes No
—
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What is the condition of the electrical panel?

_“Excellent Good Fair Poor | Immediate Action

Is the audible alarm present and functioning?

Yes (No/ Present, but not tested

Is the visible alarm present and functioning?

| Yes /No Present, but not tested
h——

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations /ﬁo )

o

Are there any obvious signs of 1&l (ie. clearwater flow)?

Nqs/ns of 1&I Minor signs of 1&1 (weeping or trickle) Major (gushing)
.

Other Observations, any “Immediate Action” taken should be described:

ot ik and visible alurmy ot worting.
(oniacted ma Rl

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom | é 77 //
Grinder Pump Field Inspection Form \4//6', 3 wcg% '

| Date of Inspection ) ( 50 1oy Inspector Initials (N (O
Inspection Number
Property Address 44q0¢ Lighthouse R,
Weather Conditions | Rain Snow Sunny \_)

Does MetCom own the grinder pump?

e

/’fe? ) No Unknown, add comments in observations
—(—

What type of pump is this?

!r (!{eye?s) Barnes Retrofit E1
N—

What is the condition of the vault? _—

Excellent Good Fair

Poor Immediate Actiorﬂ

What is the condition of the cover? /

Good Missing Broken

offset

Nhat type of cover is installed?

Vented C Non-Ven)Led)
-ondition of interior fixtures (guide rails, electrical connections, etc.)
Excellent Good Fair Poor Immediate Action
s an isolation valve present? o~
Yes No
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What is the condition of the electrical panel?

I Excellent 7 /@oﬁ) ] Fair [ Poor IlmmediateActionW
N

Is the audible alarm present and functioning?

Yes No Présent, but not¥ested

———————

Is the visible alarm present and functioning?

Yes No , Present, but hgt}ested B
) —

Are there any accessibility issues (shrubs, trees, fences)?

| Yes, note issues below in observations (No»

Are there any obvious signs of |&I (ie. clearwater flow)?

l ‘Np signs of I&g Minor signsmd-f 1&I (Wéé'pip_g or trickle) - Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

| V a+ —Hoeeted, N0 power 1o 'pqnel

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the

subject line. One photo should be taken of each defect or identified action item(s).
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(255

’ g T L\
St. Mary’s County MetCom W :f)"?@%%

Grinder Pump Field Inspection Form

Date of Inspection 117 Inspector Initials m LP
Inspection Number

Property Address Hyqgay Z/ N })0(45,7, ~

Weather Conditions | Rain Show / Sunfyd Cloudy

Does MetCom own the grinder pump?

(YES\ No Unknown, add comments in observations
__~

What type of pump is this?

- Meyers_’ Barnes Retrofit E1

What is the condition of the vault?
| ey

Excellent CGooed Fair Poor Immediate Action

What is the condition of the cover?

Good—" Missing Broken offset

What type of cover is installed? |
Vented (Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)
—=

Excellent @Qd—-) Fair Poor Immediate Action

Is an isolation valve present?

(Yes> No
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What is the condition of the electrical panel?

N
Excellent @ogg/ Fair Poor Immediate Action

Is the audible alarm present and functioning?

Yes ( No Present, but not tested

Is the visible alarm present and functioning?

Yes No Present, but not tested )

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations ¢ No>

Are there any obvious signs of 1&lI (ie. clearwater flow)?

(No signs of I&l? Minor signs of 1&I (weeping or trickle) Major (gushing)
— =

Other Observations, any “Immediate Action” taken should be described:

o Jd_on Jl/ﬂ(}//ﬂ haox_in_ Vau/F

Alarm abes nat Wank

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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(25
St. Mary’s County MetCom wO 2 (o aO

Grinder Pump Field Inspection Form

Date of Inspection '(n Inspector Initials D(R Ep
Inspection Number "

Property Address /7/ LY L. I Bise

Weather Conditions | Rain “Snow (Sunny Cloudy

Does MetCom own the grinder pump?

(Yeﬁ No Unknown, add comments in observations

What type of pump is this?

( Meyers) Barnes Retrofit El
=

What is the condition of the vault?

Excellent ( Gogd) Fair Poor | Immediate Action
S~

What is the condition of the cover?

(Good ) Missing Broken offset

What type of cover is installed?

Vented (Non-Vented>

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent Good (Fair 3 Poor Immediate Action
N—

Is an isolation valve present?
N

( Yes ) No
~————
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What is the condition of the electrical panel?

N
Excellent / Good ) Fair Poor Immediate Action
N~—

Is the audible alarm present and functioning?

(Yes D) No Present, but not tested

Is the visible alarm present and functioning?

l Q Yes?) | No Present, but not tested j

Are there any accessibility issues (shrubs, trees, fences)?

(Yes, note issues below in obseFvations No

Are there any obvious signs of 1&lI (ie. clearwater flow)?

| No signs of 1&l l Minor signs of 1&1 (weeping or trickle) ] Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

\unckion__box_inside__Laulf_nedds lid

g

Vaulf_Jd__ts nof  balred Adoain

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the

subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection ‘ ¥ Inspector Initials TYR Y%
Inspection Number

Property Address | LY/ 975 /. house e

Weather Conditions | Rain Row ~Sunny > Cloudy

Does MetCom own the grinder pump?

Yes No Unknown, add comments in observations

What type of pump is this?

Meyers Barnes (" Retrofit > E1

What is the condition of the vault?

Excellent / Good> Fair Poor | Immediate Action

—

What is the condition of the cover?

(Good > Missing Broken offset

What type of cover is installed?

- Vente% Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent /Good\ Fair Poor Immediate Action
~—

Is an isolation valve present?

_ (Yes) No
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What is the condition of the electrical panel?

Excellent CGood . Fair Poor Immediate Action

Is the audible alarm present and functioning?

< Yes ) No Present, but not tested

Is the visible alarm present and functioning?

(Yes ) No Present, but not tested

Are there any accessibility issues (shrubs, trees, fences)?

@ note issues below in ob;erv;l@ No
Sjnéy Axa #z? L/~
Are there any obvious signs of 1&I (ie. clearwater flow)?

L (l(osigns of I&I) Minor signs of I&! (weeping or trickle) Major (gushing)
\

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

 Date of Inspection (3 Inspector Initials [ /{ F /7
Inspection Number

Property Address _|/7G%5 ],/ Tz d

Weather Conditions | Rain now ~ Sunny) Cloudy
<

Does MetCom own the grinder pump?

ANes> No Unknown, add comments in observations
——

What type of pump is this?

r (@ Barnes Retrofit E1l

What is the condition of the vault?

Excellent |~ Good ) Fair Poor Immediate Action
N— —

What is the condition of the cover?

ﬂ;ocﬂ) Missing Broken offset

What type of cover is installed?

Vented -~ Non-Vented  — —

Condition of interior fixtures (guide rails, electrical connections, etc.)

| Excellent (Good Fair Poor | Immediate Action

Is an isolation valve present?

CYes— No
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What is the condition of the electrical panel?

Excellent Good ( Fair_ Poor | Immediate Action

Is the audible alarm present and functioning?

Yes ’ No Present, but not tested
C——/

Is the visible alarm present and functioning?

r C)Les/ No Present, but not tested

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations < No

Are there any obvious signs of 1&I (ie. clearwater flow)?

l (N‘ﬁgnsgf/l&l/ Minor signs of 1&! (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

WO B

LQ ;\ 4

Date of Inspection iq Inspector Initials [ Y\ |- Y

Inspection Number -

Property Address | Y/L/7 L) [ ,uq»/// hy(/ se.
| Weather Conditions | Rain Snow Sunny Cloudy
Does MetCom own the grinder pump?

ﬁ{éé) No Unknown, add comments in observations
What type of pump is this?
//’P\
L A/]eyers/ Barnes Retrofit El 7
M e

What is the condition of the vault?

| Excellent (Good — Fair Poor | Immediate Action
What is the condition of the cover?
| Good (Missing ) Broken offset

What type of cover is installed?

|

Vented

ﬁ\lon-V@,ted/

Condition of interior fixtures (guide rails, electrical connections, etc.)

r Excellent

(Good)

Fair

Poor

Immediate Action

Is an isolation valve present?

[

yes)

No
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What is the condition of the electrical panel?

Excellent ( Good/ Fair Poor Immediate Action
N~

Is the audib{e alarm present and functioning?
e

No Present, but not tested

( Yes/
—"

Is the visible alarm present and functioning?

T ( r\\@s\ No Present, but not tested

\/

Are there any accessibility issues (shrubs, trees, fences)?

l Yes, note issues below in observations ( No 7
) Nt

A}:e*ﬂ-refeanu%bvious signs of I1&I (ie. clearwater flow)?

[ No signs of |8/I Minor signs of 1&| (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

o /5[/ On L}U_nbﬁm ]

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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( ”tk7
St. Mary’s County MetCom (& &\

Grinder Pump Field Inspection Form

CoOe Back
Date of Inspection | ‘[ Inspector Initials /77 =7
Inspection Number

Property Address | YIL/953 | , // howe of
Weather Conditions | Rain $how Sn M Cloudy
—

Does MetCom own the grinder pump?

)
/Y@ No Unknown, add comments in observations
g

What type of pump is this?

| Aveyers Barnes Retrofit El ]
=

What is the condition of the vault?

| Excellent Good (Fair ) Poor | Immediate Action |

What is the condition of the cover?
s Gocﬂj Missing Broken offset

What type of cover is installed?

L Vented f mon-Ventedﬁ)

e o e

Condition of interior fixtures (guide rails, electrical connections, etc.)

l_ Excellent Good Fair ) Poor Immediate Action
—

Is an isolation valve present?

C CYes) No
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What is the condition of the electrical panel?

—
@xcellenf

Y2

Good Fair Poor Immediate Action

Is the audible alarm present and functioning?

suniiin |

Yes No Present, but not tested

Is the visible alarm present and functioning?

Oy Yej No Present, but not tested

Are there any accessibility issues (shrubs, trees, fences)?

. . . )
Yes, note issues below in observations No |

Are there any obvious signs of &l (ie. clearwater flow)?
T e

b ]

@6 signs of Minor signs of 1&! (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom
Wo 29>

Grinder Pump Field Inspection Form

Date of Inspection Vin Inspector Initials | ) ) [=7—

Inspection Number

Property Address  |L/%/7 G2 / ;oh/ Fows 1
Weather Conditions | Rain Show ~Sunny D Cloudy

Does MetCom own the grinder pump?

<\Xﬁs/ No Unknown, add comments in observations

What type of pump is this?

-

' w Barnes Retrofit E1l

What is the condition of the vault?

¢ Excellent> Good Fair Poor | Immediate Action |

What is the condition of the cover?

Good Missing (_Broken~ offset

What type of cover is installed?

Vented ~ Non-Ve anEF‘5

Condition of interior fixtures (guide rails, electrical connections, etc.)

 Excellent > Good Fair Poor | Immediate Action

Is an isolation valve present?

| Yes & No
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What is the condition of the electrical panel?
TN,

(Excellent) Good

Fair

Poor Immediate Action

Is the audible alarm present and functioning?

Present, but not tested

/" Yes \, No
A

Is the visible alarm present and functioning?

Present, but not tested

BT

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations

[ No )

L

Are there any obvious signs of 1&I (ie. clearwater flow)?

I (No S|gns ofﬁl) Minor signs of 1&! (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the

subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection e Inspector Initials )7 [~
Inspection Number /

Property Address Ly %é Lich’ }’)@(LSF, d —

Weather Conditions | Rain now 5fmny) Cloudy
-

Does MetCom own the grinder pump?

/N
&esw No Unknown, add comments in observations
h

What type{f pump is this?

Meyer} Barnes Retrofit El
\

What is the condition of the vault?

TN
L Excellent /Goo& Fair Poor Immediate Action‘J
N
What is the condition of the cover?
/f"\v
L Good Missing / Broken offset
\_/"/

What type of cover is installed?
TN

[ Vented /Non-Vented )

Concﬁ&n of interior fixtures (guide rails, electrical connections, etc.)
r E{xcelleﬁﬁ Good Fair Poor Immediate Action
__

Is an isolation valve present?
TN

’: ( Yes) No T

N~
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What is the condition of the electrical panel?

Excellent ,Good ) Fair Poor | Immediate Action
\__/

Is the audible alarm present and functioning?

(Yes ) No Present, but not tested |
——

Is the visible alarm present and functioning?

r (fey' No Present, but not tested

Are there any accessibility issues (shrubs, trees, fences)?

l Yes, note issues below in observations (No\
~———

Are there any obvious signs of I1&l (ie. clearwater flow)?

( @Wl&’f Minor signs of 1&I (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom WO Sl

Grinder Pump Field Inspection Form

Date of Inspection Hiq Inspector Initials | ) [ F ]
Inspection Number

Property Address lé/f/ 0 LA Hdg.se. & )
Weather Conditions | Rain “Snow ~~ Sunny”’ Cloudy
—_————

Does MetCom own the grinder pump?

Q/c_e’s) No Unknown, add comments in observations

What type of pump is this?

( ¢ Meyers~ Barnes Retrofit El

What is the condition of the vault?

Excellent  Good Fair Poor | Immediate Action |

What is the condition of the cover?

GodD Missing B Broken offset ‘]

What type of cover is installed?

| Vented < Non-Vented )

Condition of interior fixtures (guide rails, electrical connections, etc.)
~

| Excellent < Good~ Fair Poor Immediate Actionv]

Is an isolation valve present?

[ ( Yes) No
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What is the condition of the electrical panel?

— Excellent Good Fair Poor | Immediate Action

Is the audible alarm present and functioning?

[ Yes No present, butnottested___ |

- PR
Is the visible alarm present and functioning: i

o

B Yes No \ Préﬂsjent, but not tested — |

7 P

\ —

Are there any accessibility issues (shrubs, trees, fences)?

r Yes, note issues below in observations (No >

Are there any obvious signs of 1&l (ie. clearwater flow)?

r/No/signs’éﬁ&j Minor signs of 1&I (weeping or trickle) Major (gushing)

\_,/

Other Observations, any “Immediate Action” taken should be described:

N0 _Aouse ot e

13
ﬁ:/[//l,’(
(2t

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection L9 | oU Inspector Initials D (RH
Inspection Number
Property Address | 4Y4Q7Y | o —EOHSC, 1l

Weather Conditions | Rain now (Sunny, Cloudy
N—"

Does MetCom own the grinder pump?

Qesx No Unknown, add comments in observations

What type of pump is this?

mﬁg’yers\ Barnes Retrofit El

— ==

What is the condition of the vault?

Excellent | Good) Fair Poor | Immediate Action |

What is the condition of the cover?

| (Good Missing Broken offset
N—"

 What type of cover is installed?

Vented ¢ Non-Vented —~
(=

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent (Good') Fair Poor | Immediate Action
N—

Is an isolation valve present?

( YesD No
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What is the condition of the electrical panel?

( Excellent) Good Fair

Poor

Immediate Action

Is the audible alarm present and functioning?

¢ Yes) No

Present, but not tested

Is the visible alarm present and functioning?

C Yes\ No
~——

Present, but not tested

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations

(No_)

Are there any obvious signs of |&l (ie. clearwater flow)?

~No signs of I&) Minor signs of 1&1 (weeping or trickle)

Major (gushing)

Other Observations, any “iImmediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the

subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom Wo 3(7

Grinder Pump Field Inspection Form

Date of Inspection LW oM Inspector Initials D 5 i
Inspection Number -

Property Address i %e Lighttorse Rd

Weather Conditions | Rain Snow Sunny> Cloudy

Does MetCom own the grinder pump?

SER No Unknown, add comments in observations

What type of pump is this?

| Meyers> Barnes Retrofit El

What is the condition of the vault?

Excellent cGood > Fair Poor Immediate Action

What is the condition of the cover?

| Good> Missing Broken offset

What type of cover is installed?

’ Vented (Non-Ventedd

Condition of interior fixtures (guide rails, electrical connections, etc.)

[ Excellent = (FaiD Poor Immediate Action

Is an isolation valve present?

- S No
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What is the condition of the electrical panel?

@ce@b Good Fair Poor Immediate Action

Is the audible alarm present and functioning?

2Yes’ No Present, but not tested

Is the visible alarm present and functioning?

r = No Present, but not tested J

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations ZNo”

Are there any obvious signs of |&l (ie. clearwater flow)?

e

VO sig g Minor signs of |&1 (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

ceqrt hold: the rgl o place needs 1o he Fred

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom é 3572

Grinder Pump Field Inspection Form WO 31732 4
\
Date of Inspection | | / [ 6/52‘{ Inspector Initials ¢
Inspection Number '
Property Address 94980 _=— Light hause Kd.
Weather Conditions | Rain ( Snow Sunny Cloudy
———
Does MetCom own the grinder pump?
ﬁ
{ Yes ) No Unknown, add comments in observations
N——

What type of pump is this?

; Meyers—~ Barnes Retrofit El

What is the condition of the vault?

Pt e
| Excelle?t\ Good Fair Poor Immediate Action
\_\—)

What is the condition of the cover?

| Good Missing ~_Broken offset |
~— _

N

What type of cover is installed?

B Vented \Non-\veg_t_eg_)

Condition of interior fixtures (guide rails, electric&%tions, etc.)
('_‘\

TExceIlent Good Fair Qoor ‘\ Immediate Action
T~

Is an isolation valve present?

e,

B Yes N_No \

T~
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What is the condition of the electrical panel?

(<

Excellent \

Good

Fair

Poor Immediate Action

i

Is the audible alarm present and functioning?

No

Present, but not tested

(“*x7
“es.
~

Is the visible alarm present and functioning?

Pt
} ~JYes No Present, but not tested
w
Are there any accessibility issues (shrubs, trees, fences)?
<
Yes, note issues below in observations ( No \)
~—_

Are ther obvious signs of 1&I (ie. clearwater flow)?

>Minor signs of 1&I (weeping or trickle)

Major (gushing)

Qsigns of &l

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

WY

1o

Wk,

L4

m

wiut ore cocked

up,

up i s TNSIDE Hu

" Tl Tyolohon |pjwe is Droken o8 wif

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

| Date of Inspection RICIEY Inspector Initials [YP KX} |
Inspection Number )

Property Address  |H/4/@9y ], W /,7(7“’// VA

Weather Conditions | Rain Know Gunny” Cloudy
Does MetCom own the grinder pump?

Jalh) No Unknown, add comments in observations
N

What type of pump is this?

- Meyery Barnes Retrofit E1

N__~
What is the condition of the vault?
Excellent 00 Fair Poor Immediate Action

- &

What is the condition of the cover?

Goog) Missing Broken offset
g
What type of cover is installed?
Vented _Non-Vented
_———

Condition of interior fixtures (guide rails, electrical connections, etc.)

| Excellent Good ) Fair Poor Immediate Action

—

Is an isolation valve present?

B Yes > ) No
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What is the condition of the electrical panel?

Excellent ﬁooaj Fair [ Poor Immediate Action
-

Is the audible alarm present and functioning?

| Ves) | No Present, but not tested
~—

Is the visible alarm present and functioning?

ﬁes)j No Present, but not tested
N———

Are there any accessibility issues (shrubs, trees, fences)?

( Yes, note issues below in observations ( No)
g S——

Are there any obvious signs of I1&I (ie. clearwater flow)?

~
)l/No signs of l&l) Minor signs of 1&1 (weeping or trickle) Major (gushing) J
<\—//

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection A\ M Inspector Initials L[ (R k}

Inspection Number

Property Address  |]Q Wz ,LI rd

Weather Conditions | Rain Snow Sunny) Cloudy

N~—

Does MetCom own the grinder pump?
AR

\Yes No Unknown, add comments in observations

What type of pump is this?
N

Fal ‘
\M eye r;/ Barnes Retrofit El

What is the condition of the vault?

Excellent Goad Fair Poor Immediate Action

What is.the condition of the cover?

Gooa\ Missing Broken offset

What type of cover is installed?

Vented \Non-Vented/

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent \Gooa\ Fair Poor | Immediate Action

Is an isolation valve present?

NN

Yes No
\ Yes )

N_/
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What is the condition of the electrical panel?

N\
Excellent /Good) Fair Poor Immediate Actionj
N—"

Is the audible alarm present and functioning?

//__\/\
Yes No KPresent, but not tested} [
Is the visible alarm present and functioning?
=
Yes No Qresent, but not tested \ T

Are there any accessibility issues (shrubs, trees, fences)?

. . 4 . ~>))
( Yes, note issues below in observations NOJ
SN—""

Are there aqobvious signs of 1&I (ie. clearwater flow)?
il

i[ 610 signs of I&l | Minor signs of I&] (weeping or trickle) , Major (gushing)
N

Other Observations, any “Immediate Action” taken should be described:

..

—Bad_ Algetn Pla Qi Colering, LI

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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(o 55
St. Mary’s County MetCom

Grinder Pump Field Inspection Form

| Date of Inspection gl Inspector Initials Dp, Bk
Inspection Number

Property Address L} L qqé | ‘;%h} }')OuS e ol

Weather Conditions | Rain gunny ) Cloudy

i
Does MetCom own the grinder pump?
(Ves/ No Unknown, add comments in observations
N
What type of pump is this?
Meyers / Barnes ' Retrofit E1
—
What is the condition of the vault?
TSN
Excellent (Goo,d} Fair Poor Immediate Action
N—"
What is the condition of the cover?
Pl
/Gog) Missing Broken offset
-
What type of cover is installed?
m
Vented Mon-vented /

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent ﬁoo& Fair Poor | Immediate Action
—

Is an isolation valve present?

/V/ No

P
Y
es
N—
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What is the condition of the electrical panel?

Fair

Poor

Immediate Actioﬂ

—\
Excellent / Good /
—

Is the audible alarm present and functioning?

PN
L{v/es) | No

Present, but not tested

Is the visible alarm present and functioning?

Present, but not tested

SC -

Are there any accessibility issues (shrubs, trees, fences)?

( ~_Yes, note issues below in observations

Are there any obvious signs of 1&lI (ie. clearwater flow)?

(No )

TN N\
] /r(o signs ofﬁb Minor signs of I1&l (weeping or trickle)

Major (gushing)

—

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the

subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom
' - wo 21745 o

Grinder Pump Field Inspection Form

Date of Inspection 1S U Inspector Initials DP} r'i H
Inspection Number

Property Address lg 5 ooy L, P é/ /‘}2/ o /g;/

Weather Conditions | Rain “Snow SunRY Cloudy
S~

Does MetCom own the grinder pump?

) No Unknown, add comments in observations

S—

What type of pump is this?
N ——
/ Meyers > Barnes Retrofit El

What is the condition of the vault?

Excellent Good Fair Poor {mmediate Actiom~
\_~———/

What is the condition of the cover?

@oog)\ Missing Broken offset
N~

What type of cover is installed?

>
Vented (' Non-Vented >
Condition of interior fixtures (guide rails, electrical connections, e/tcg\f
e |
Excellent Good Fair Poor \ Immediate Actio‘rj/f?
\____/'

Is an isolation valve present?

( Yes ) No

N— —
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What is the condition of the electrical panel?

Excellent Good Fair Poor |Qmmediate Action
JeTdte Actior

Is the audible alarm present and functioning?

[ /Ygsj l No Present, but not tested
N—"

Is the visible alarm present and functioning?

es No Present, but not tested
Are there an\w trees, fences)?
1 6es, note issues below in observationp No
\—

Jee oo Mo Lioe of Sy

Are there any obvious signs of |

; N
i mo signs of I%I Minor signs of I&l (weeping or trickle) Major (gushing)
~——

]

Other Observations, any “Immediate Action” taken should be described:

it boert GFE run  Compeforor  Cagaeisc

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection W\ S| 24 Inspector Initials PR 1/7—
Inspection Number

Property Address | 45007 O L/ gbthouse 4
Weather Conditions | Rain Snow CSunny> Cloudy

Does MetCom own the grinder pump?

{es > No Unknown, add comments in observations

What type of pump is this?

ever Barnes | Retrofit El

What is the condition of the vault?

CeExcellent) Good Fair Poor Immediate Action

What is the condition of the cover?

¢Good D Missing Broken offset

What type of cover is installed?

Vented —Ron-Vented>

Condition of interior fixtures (guide rails, electrical connections, etc.)

| Geellent Good Fair Poor | Immediate Action

T ————

Is an isolation valve present?

[ Qe No
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What is the condition of the electrical panel?

Excellenth Good Fair Poor Immediate Action

Is the audible alarm present and functioning?

L Yes> l No | Present, but not tested

Is the visible alarm present and functioning?

Yes - No Present, but not tested

Are there any accessibility issues (shrubs, trees, fences)?

[ ~_Yes, note issues below in observations Ao

Are there any obvious signs of 1&I (ie. clearwater flow)?

{ w Minor signs of 1&I (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection S Y Inspector Initials DR L r
Inspection Number

Property Address BOzy 2ighsmouse 4
Weather Conditions | Rain 7 Snow Sunnyn Cloudy

Does MetCom own the grinder pump?

e No Unknown, add comments in observations

What type of pump is this?

QMeyers> Barnes ' Retrofit E1

What is the condition of the vault?

Excellent Gaod > Fair Poor Immediate Action

What is the condition of the cover?

¢GoodD Missing Broken offset

What type of cover is installed?

Vented | {Non-Vented>

Condition of interior fixtures (guide rails, electrical connections, etc.)

| Excellent Good ) Fair Poor Immediate Action

Is an isolation valve present?

Yes ) No
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What is the condition of the electrical panel?

CExcellenb> Good Fair Poor Immediate Action ]

Is the audible alarm present and functioning?

L @ I No Present, but not tested

Is the visible alarm present and functioning?

LU, No Present, but not tested

Are there any accessibility issues (shrubs, trees, fences)?

[ Yes, note issues below in observations ( ﬁo)

Are there any obvious signs of I1&I (ie. clearwater flow)?

‘@ signs of@ Minor signs of I1&Il (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection g iov Inspector Initials DR A
Inspection Number

Property Address BO3O [, ght bexre oy
Weather Conditions | Rain Y Snow unn Cloudy

Does MetCom own the grinder pump?

<Fes—| No Unknown, add comments in observations

What type of pump is this?
Barnes Retrofit E1

What is the condition of the vault?

Excellent @oo@ ) Fair Poor Immediate Action

What is the condition of the cover?

CGood) Missing Broken offset

What type of cover is installed?

Vented ¢ Non-Vented)

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent —~<Good) Fair Poor Immediate Action

Is an isolation valve present?

ep
Ces NS
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What is the condition of the electrical panel?

Excellent CGood> Fair Poor Immediate Action

—~——

Is the audible alarm present and functioning?

Q> No Present, but not tested

Is the visible alarm present and functioning?

R No Present, but not tested

e

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations (No>

Are there any obvious signs of &l (ie. clearwater flow)?

mgpf@ Minor signs of 1&I (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection RECAEY] Inspector Initials D rp
Inspection Number

Property Address Y500& (. ght50c0e fd
Weather Conditions | Rain Snow C@D Cloudy

Does MetCom own the grinder pump?

> No Unknown, add comments in observations

What type of pump is this?

<Meyers Barnes Retrofit E1

What is the condition of the vault?

Excellent CGood Fair Poor Immediate Action

——

What is the condition of the cover?

Good> Missing Broken offset

What type of cover is installed?

Vented (Non-Vented)

Condition of interior fixtures (guide rails, electrical connections, etc.)

E Excellent (“Good ™\ Fair Poor | Immediate Action

Is an isolation valve present?

D No
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What is the condition of the electrical panel?

Excellent CGood) Fair Poor Immediate Action |

Is the audible alarm present and functioning?

Lres> No Present, but not tested

Is the visible alarm present and functioning?

| Ve No Present, but not tested |

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations No)

Are there any obvious signs of &I (ie. clearwater flow)?

[@b—signso\ﬂ@' Minor signs of 1&I (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).

Page 2 of 2



[ U 4N

/ L g /

St. Mary’s County MetCom |
Wwo N1dT] P

Grinder Pump Field Inspection Form

| Date of Inspection | 1| (g[2Y Inspector nitials { )1 (1 }/
W J
Inspection Number

Property Address L/ 505£ L xgbf- : QO( iS¢ pd
Weather Conditions | Rain Snow Qunny> Cloudy

Does MetCom own the grinder pump?

Yes J  No Unknown, add comments in observations
What type of pump is this?

| Mevers) Barnes Retrofit El N

What is the condition of the vault?

l Excellent ( Good \ Fair Poor Immediate Action?

What is the condition of the cover?

[% | Missing ﬁo@‘r\ B offset

\_—‘J

What type of cover is installed?

/3’—\/

Vented /Non-Vented
N~ —
Condition of interior fixtures (guide rails, electrical connections, etc.)
r Excellent /GOOQ Fair Poor Immediate Action

Is an isolation valve present?

.
— s e
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What is the condition of the electrical panel?

Excellent (Good > Fair Poor

Immediate Action

is the audible alarm present and functioning?

| /Ve(s/ No Present, but not tested
S~

Is the visible alarm present and functioning?

| ﬁg) No Present, but not tested |

Are there any accessibility issues (shrubs, trees, fences)?
-

6(;, note issues below in obseryations> No
———
Fa e/ Dehind | E O
Are there any obvious S|gns of 1&I (ie. clearwater flow)?
\
| /N’S?igns of 1&l Minor signs of &I (weeping or trickle) Major (gushing)
u ——
Other Observations, any “Immediate Action” taken should be described:

l%e/fS hd  On \}wo/km Bax_in weult

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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(HY 2.
St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection IRIED Inspector Initials {7 /7 7/
Inspection Number

Property Address Y5062 Cpptnouse D
Weather Conditions | Rain Snow Gunny) Cloudy

Does MetCom own the grinder pump?

e No Unknown, add comments in observations

What type of pump is this?
Meyers>S Barnes Retrofit E1

What is the condition of the vault?

Excellent~ Good Fair Poor Immediate Action T

What is the condition of the cover?

Goeed—> Missing Broken offset

What type of cover is installed?

] Vented <Non-Ventet~

Condition of interior fixtures (guide rails, electrical connections, etc.)

| Excellent > Good Fair Poor | Immediate Action |

Is an isolation valve present?

[ Tes > No
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What is the condition of the electrical panel?

CExcellen? Good Fair Poor | Immediate Action
Is the audible alarm present and functioning?
A7) No Present, but not tested B

—

Is the visible alarm present and functioning?

[ (res No ]

Present, but not tested

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations

)

Are there any obvious signs of &l (ie. clearwater flow)?

TCNgsiggs of 1&I Minor signs of &I (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the

subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection U TEY Inspector Initials DR L+
Inspection Number '

Property Address YSo8 /. plthoure (7

Weather Conditions | Rain Snow CSunny, Cloudy

Does MetCom own the grinder pump?

(e No Unknown, add comments in observations

What type of pump is this?

Meyers Barmes> Retrofit E1

What is the condition of the vault?

F(E?Eé@ Good Fair Poor Immediate Action

What is the condition of the cover?

i CGood> Missing Broken offset

jp—

What type of cover is installed?

B Vented Non-Vented>

Condition of interior fixtures (guide rails, electrical connectiohs, etc.)

Exceltent> Good Fair Poor Immediate Action

Is an isolation valve present?

@ No
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What is the condition of the electrical panel?

CExcellent) Good Fair Poor Immediate Action
Is the audible alarm present and functioning?
| Yes>> | No Present, but not tested |

Is the visible alarm present and functioning?

Cres

No

Present, but not tested

Are there any accessibility issues (shrubs, trees, fences)?

[ Yes, note issues below in observations

CNo—

Are there any obvious signs of 1&I (ie. clearwater flow)?

\ Minor signs of 1&1 (weeping or trickle)

Major (gushing)

q\No signs of I8
—

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the

subject line. One photo should be taken of each defect or identified action item(s).
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(oH HO

St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection LI1g] 24 Inspector Initials )2 [ H
Inspection Number '

Property Address USBRC) Light Movse AD

Weather Conditions | Rain Snow Sufiny Cloudy

Does MetCom own the grinder pump?

Yes No Unknown, add comments in observations

What type of pump is this?

MevEr> Barnes | Retrofit El

What is the condition of the vault?

Excellend Good Fair Poor Immediate Action

What is the condition of the cover?

| Goub Missing Broken offset

What type of cover is installed?

Vented Non-
r

Condition of interior fixtures (guide rails, electrical connections, etc.)

ﬁ Excellent CGood Fair Poor Immediate Action

Is an isolation valve present?

[ S No
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What is the condition of the electrical panel?

Excellent < Good > Fair Poor Immediate Action

——

Is the audible alarm present and functioning?

ﬁ C Yes> ] No | Present, but not tested ]

Is the visible alarm present and functioning?

C—ves, No Present, but not tested

Are there any accessibility issues (shrubs, trees, fences)?

( ~_Yes, note issues below in observations ( NoN

Are there any obvious signs of 1&I (ie. clearwater flow)?

m\ Minor signs of 1&l (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@ metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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(pHHd ¢
St. Mary’s County MetCom

Grinder Pump Field Inspection Form

WO 2 X ,

' Date of Inspection 1[1¥%] 2924 Inspector Initials ) /7 /54—
Inspection Number

Property Address | 45584 tighimuse RS
Weather Conditions | Rain Snow < Stnmy— Cloudy

Does MetCom own the grinder pump?

Yes No Unknown, add comments in observations

What type of pump is this?
Meyers <Eares Retrofit El

What is the condition of the vault?

?@t\ Good Fair Poor Immediate Actionj

What is the condition of the cover?

r Missing Broken offset

What type of cover is installed?

Vented (f\TEn-VeED

Condition of interior fixtures (guide rails, electrical connectiohs, etc.)

| Excellent Good> Fair Poor Immediate Action

Is an isolation valve present?

E @7 No
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What is the condition of the electrical panel?

Excellent

GQo Fair Poor

Immediate Action

Is the audible alarm present and functioning?

<cE

No Present, but not tested j

Is the visible alarm present and functioning?

Te>

No Present, but not tested

Are there any accessibility issues (shrubs, trees, fences)?

{ Yes, note issues below in observations

T

Are there any obvious signs of 1&I (ie. clearwater flow)?

| Mosignsof IRD

Minor signs of 1&I (weeping or trickle)

Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Y0 oy _netds .

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

| Date of Inspection Inarl Inspector Initials b7 V=
Inspection Number

Property Address Ysog7 LJ'?H;W,, d
Weather Conditions | Rain Snow csunny> Cloudy

Does MetCom own the grinder pump?

&) No Unknown, add comments in observations

What type of pump is this?

WeyeRy Barnes Retrofit E1

What is the condition of the vault?

Excellent Qoo Fair Poor Immediate Action

What is the condition of the cover?

| <o Missing Broken offset

What type of cover is installed?

F Vented < Nen-Yented~

Condition of interior fixtures (guide rails, electrical connections, etc.)

E Excellent CGood > Fair Poor Immediate Action

Is an isolation valve present?

B - o
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What is the condition of the electrical panel?

| <Txcettent—| Good l Fair Poor Immediate Action

Is the audible alarm present and functioning?

I [ No Present, but not tested W

Is the visible alarm present and functioning?

@ No Present, but not tested

Are there any accessibility issues (shrubs, trees, fences)?

( ~ Yes, note issues below in observations @

Are there any obvious signs of 1&l (ie. clearwater flow)?

| @Ml Minor signs of 1&I (weeping or trickle) | Major (gushing)

Other Observations, any “iImmediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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