St. Mary’s County MetCom b (O / O h

Grinder Pump Field Inspection Form

Date of Inspection oy oy Inspector Initials e
Inspection Number
Property Address A\TN\GY Py Ronx s e
Weather Conditions | Rain Snow Sunny Cloudy )
S~——
Does MetCom own the grinder pump?
’(es) No Unknown, add comments in observations
What type of pump is this?
Meyers Bﬁes) Retrofit El
What is the condition of the vault?
Excellent Good) Fair Poor | Immediate Action
What is the condition of the cover?
Good ) Missing Broken offset
What type of cover is installed?
TN
Vented ) Non-Vented
S
Condition of interior fixtures (guide rails, electrical connections, etc.)
Excellent G/ood) Fair Poor Immediate Action
—_—

Is an isolation valve present?

(esb No
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What is the condition of the electrical panel?

Excellent /Good ) Fair Poor Immediate Action
\/

Is the audible alarm present and functioning?

T
Yes No Present, but not test@
Is the visible alarm present and functioning?
/’_—\
Yes No Present, but not testecD

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations No )

Are there any obvious signs of 1&l (ie. clearwater flow)?

N
l Ncb/signs of l&l) | Minor signs of 1&I (weeping or trickle) Major (gushing)
w

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom @C‘Q [

Grinder Pump Field Inspection Form

Date of Inspection W\oulon Inspector Initials oavn
Inspection Number A
Property Address | \~\yo iy Rauwc @ M —— /ot Line Way
Weather Conditions | Rain Snow Sunny _CEU@

Does MetCom own the grinder pump?

Yes No Unknown, add comments in observations

What type of pump is this?

Meyers Ba rneg Retrofit El
~—

What is the condition of the vault?

Excellent 6ood) Fair Poor Immediate Action

What is the condition of the cover?

TN
Good ) Missing Broken offset

What type of cover is installed?
Vgnté@ Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent Good) Fair Poor Immediate Action

; -

Is an isolation valve present?

Yes @
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What is the condition of the electrical panel?

Excellent Good ) Fair Poor | Immediate Action

S—

Is the audible alarm present and functioning?

Yes No Presem/t,but not te@\
— I

Is the visible alarm present and functioning?

Yes No Presént, but not teste@

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations ~No)

—

Are there any obvious signs of I&l (ie. clearwater flow)?

No/signs of I&D Minor signs of 1&! (weeping or trickle) Major (gushing)
w

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection AT Inspector Initials e~
Inspection Number .,
Property Address Mo PueRow en I L/ ok Line \/[/‘\y
Weather Conditions | Rain now Sunny Cloudy

Does MetCom own the grinder pump?

Yés ) No Unknown, add comments in observations

What type of pump is this?

Meyers) Barnes Retrofit El

——

What is the condition of the vault?

L Excellent éood) Fair Poor Immediate Action

What is the condition of the cover?

Good ) Missing Broken offset

What type of cover is installed?

Vented Non-Ve nted)

e

Condition of interior fixtures (guide rails, electrical connections, etc.)

" Excellent GGO(U Fair Poor Immediate Action

Is an isolation valve present?

Yes /N@

C—
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What is the condition of the electrical panel?

Excellent G/ooD Fair Poor Immediate Action

Is the audible alarm present and functioning?

e —
| Yes | No | Present, but not testa
_—
Is the visible alarm present and functioning?
Yes No Present, but not tested
Are there any accessibility issues (shrubs, trees, fences)?
Yes, note issues below in observations No )
Are there any obvious signs of I1&I (ie. clearwater flow)?
I No@gns of I&D | Minor signs of 1&I (weeping or trickle) ] Major (gushing)
———

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County

MetCom

Grinder Pump Field Inspection Form

HOH

Date of Inspection

W\ayley

Inspector Initials e

Inspection Number

Property Address

\ o @lg" QC:\-& Qo / ’(,\o“’ L‘.@ WQY

Weather Conditions

Rain

Snow

Sunny

Clo'udy

Does MetCom own the grinder pump?

Yes) No
P

Unknown, add comments in observations

What type of pump is this?

S st

Meyers) Barnes Retrofit El —'
What is the condition of the vault?
Excellent Good) Fair Poor Immediate Actionj
What is the condition of the cover?
ch@ Missing Broken offset
What type of cover is installed?
Vented Nonﬁente@ 1

Condition of interior fixtures (guide rails, electrical connections, etc.)

//"\
" Excellent Good ) Fair Poor Immediate Action
Is an isolation valve present?
.

Yes

N9
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What is the condition of the electrical panel?

Excellent @o@ Fair Poor Immediate Action

Is the audible alarm present and functioning?

i Yes No Présent, but not tested

Is the visible alarm present and functioning?

Yes No Present, but not tes@

e ——

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations No)

Are there any obvious signs of |1&l (ie. clearwater flow)?

I Nﬁgns of I&l) ] Minor signs of &I (weeping or trickle) | Major (gushing)
~——

1

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection W\ 2x) oy Inspector Initials v ~~
Inspection Number ‘

Property Address VNLY Doy Rovs ®0 /Y Lne Way
Weather Conditions | Rain Snow Sunny 'glou

Does MetCom own the grinder pump?

Yes ) No Unknown, add comments in observations

e

What type of pump is this?

Méyers) Barnes Retrofit El

[

What is the condition of the vault?

Excellent Gooy Fair Poor Immediate Action

What is the condition of the cover?

é)ocD Missing Broken offset

What type of cover is installed?

Vented Non-Ve nted)

S EE———

Condition of interior fixtures (guide rails, electrical connections, etc.)

" Excellent Good ) Fair Poor | Immediate Action

Is an isolation valve present?

Yes @
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What is the condition of the electrical panel?

Excellent Good) Fair Poor Immediate Action
Is the audible alarm present and functioning?
L Yes ] No I Present, but not tes@ ]
‘\_-—__/
Is the visible alarm present and functioning?
/’_—_—\

Yes

No

Present, but not tested )

\__/

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations

Are there any obvious signs of I&lI (ie. clearwater flow)?

No)

T N
| Nosigns of 1&1 )]

Minor signs of I&l (weeping or trickle)

Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection A EL| P Inspector Initials e~~~ e
Inspection Number

Property Address Nl Do Pone @0 /7] ot Liae. Way
Weather Conditions | Rain Snow Sunny / Cloudy)

Does MetCom own the grinder pump?

Yes No Unknown, add comments in observations
—

What type of pump is this?

Meye% Barnes Retrofit El

What is the condition of the vault?

Excellent Good) Fair Poor Immediate Action
——

What is the condition of the cover?

Good ) Missing Broken offset

What type of cover is installed?

Vented Non-Vented )

—————

Condition of interior fixtures (guide rails, electrical connections, etc.)

" Excellent Good ) Fair Poor Immediate Action

Is an isolation valve present?

Yes @
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What is the condition of the electrical panel?

Excellent Good) Fair Poor | Immediate Action

Is the audible alarm present and functioning?

| Yes ] No | Present, but not testyd
—_——
Is the visible alarm present and functioning?
—
Yes No Present, but not testeQ}
Are there any accessibility issues (shrubs, trees, fences)?
Yes, note issues below in observations No )
Are there any obvious signs of I&lI (ie. clearwater flow)?
N
Noﬁgns of I&ﬂ [ Minor signs of I&I (weeping or trickle) I Major (gushing)
~—

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom @ @ f 7

Grinder Pump Field Inspection Form

Date of Inspection oy loy Inspector Initials ~~a -
Inspection Number '
Property Address 11178 Py P 20 /[ rod— Line Way

Weather Conditions | Rain Snow Sunny ! Cloudy

Does MetCom own the grinder pump?

Yes) No Unknown, add comments in observations

What type of pump is this?

Meyers Barn ey Retrofit El

What is the condition of the vault?
TN

Excellent Gooy Fair Poor Immediate Action

What is the condition of the cover?

Good) Missing Broken offset

What type of cover is installed?
N
)(entey Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent /éooﬁ Fair Poor Immediate Action

Is an isolation valve present?

fes) No

-
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What is the condition of the electrical panel?

Excellent

Good )

Fair

Poor

Immediate Action

Is the audible alarm present and functioning?

e ——

[ Yes

No

Present, but not te@

Is the visible alarm present and functioning?

—

—

Yes

No

Present, but not testga

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations

No)

Are there any obvious signs of I1&lI (ie. clearwater flow)?

e

No signs of I@

Minor signs of 1&I (weeping or trickle)

Major (gushing)

~——

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom @(O [%/

Grinder Pump Field Inspection Form

Date of Inspection W\ aul oy Inspector Initials ..
Inspection Number

Property Address Y Py o @0/ 1ok Line. way
Weather Conditions | Rain Snow Sunny Cloudy>

S—_—

Does MetCom own the grinder pump?

Yes) No Unknown, add comments in observations

What type of pump is this?

e
/Meyers) Barnes Retrofit El

What is the condition of the vault?

Excellent G6od ) Fair Poor Immediate Action

What is the condition of the cover?

Good ) Missing Broken offset

What type of cover is installed?

N
Vented Non~Vented)
—————

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent Good/ Fair Poor Immediate Action

Is an isolation valve present?

Yes ﬁf’)
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What is the condition of the electrical panel?

Excellent Good ) Fair Poor | Immediate Action
Is the audible alarm present and functioning?
Yes No Presént, but not tested
Is the visible alarm present and functioning?
i
Yes No Present, but not teste@
I

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations

No)

Are there any obvious signs of 1&lI (ie. clearwater flow)?

—
‘ No signs of I@ | Minor signs of 1&I (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom & & 67

Grinder Pump Field Inspection Form

Date of Inspection \ouloy Inspector Initials s vn
Inspection Number o

Property Address NI Riven, Sowx 2o / (ot Lise Way
Weather Conditions | Rain Snow Sunny Clou d?

Does MetCom own the grinder pump?

es No Unknown, add comments in observations

i
A=l

What type of pump is this?

//’—\
Meyersj Barnes Retrofit El

What is the condition of the vault?

Excellent Good ) Fair Poor Immediate Action
——

What is the condition of the cover?

Good ) Missing Broken offset
~—

What type of cover is installed?

Vented Non—VentecD

ey

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent Good) Fair Poor Immediate Action

Is an isolation valve present?

Yes ‘No )
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What is the condition of the electrical panel?

Excellent

Good)

Fair

Poor

Immediate Action

Is the audible alarm present and functioning?

‘ Yes [

No

Present, but not test/ai

Is the visible alarm present and functioning?

Ny

/”\

Yes

No

Present, but not testey
—

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations

No)

Are there any obvious signs of &I (ie. clearwater flow)?

Minor signs of 1&| (weeping or trickle)

Major (gushing)

T N
NoSigns of I&l)
—

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom é @ ZQ .

Grinder Pump Field Inspection Form

Date of Inspection W\oudsy Inspector Initials cea o
Inspection Number '

Property Address \11g R R 20 /Trot [ 1ne Way
Weather Conditions | Rain "Snow Su rTny "c oudy

Does MetCom own the grinder pump?

Yes) No Unknown, add comments in observations

¢
A

What type of pump is this?

K/I'-eyers) Barnes Retrofit El

What is the condition of the vault?

Excellent food) Fair Poor Immediate Action

What is the condition of the cover?

Good ) Missing Broken offset

What type of cover is installed?

Non-Vel
Vented onVented D

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent Goo Fair Poor Immediate Action

Is an isolation valve present?

No )

Yes
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What is the condition of the electrical panel?

Excellent Good ) Fair Poor Immediate Action

Is the audible alarm present and functioning?

e
Yes No Présent, but not testee’ |

—_—

Is the visible alarm présent and functioning?

Yes No Present, but not testga

I

Are there any accessibility issues (shrubs, trees, fences)?

Yes{note issues below in observatjons No

Are there any obvious signs of 1&l (ie. clearwater flow)?
e

No’signs of I&D Minor signs of I&I (weeping or trickle) Major (gushing)
\_-__/

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

NVauer peanS T Chasewss outl

BPUEU 1™ Faowx of VAweL

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom é@ Z /

Grinder Pump Field Inspection Form

Date of Inspection V\oylay Inspector Initials <~
Inspection Number

Property Address VS0 Prmey, Corm @0 //\ rod ) ine Way
Weather Conditions | Rain "Snow Sunny / Cloudy )

Does MetCom own the grinder pump?

Je: ) No Unknown, add comments in observations

g

What type of pump is this?

Meye rsj Barnes Retrofit El
e ——

What is the condition of the vault?

Excellent Gbod ) Fair Poor Immediate Action

What is the condition of the cover?

Good ) Missing Broken offset

What type of cover is installed?

Vented Non-Ve nted)

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent ’@w Fair Poor Immediate Action

Is an isolation valve present?

Yes /NO)
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What is the condition of the electrical panel?

Excellent Gbod ) Fair Poor Immediate Action

Is the audible alarm present and functioning?

e
Yes No Present, but not tes@
'\—___/
Is the visible alarm present and functioning?
Yes No Present, but not teste@
Are there any accessibility issues (shrubs, trees, fences)?
Yés, note issues below in observatjons No
Are there any obvious signs of 1&l (ie. clearwater flow)?
No/signs of Im Minor signs of I&! (weeping or trickle) Major (gushing)
[

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

BUly 1w FegeaX oF PArE-

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom é@ Z

Grinder Pump Field Inspection Form

Date of Inspection Way\ay Inspector Initials -~~~
Inspection Number B
Property Address VN Py Powxe o /”{ ot Line Wy
Weather Conditions | Rain Snow ' Sunny C'Iou@

Does MetCom own the grinder pump?

@ No Unknown, add comments in observations

What type of pump is this?

Meyers Barnes) Retrofit El

What is the condition of the vault?

Excellent ood Fair Poor Immediate Action

What is the condition of the cover?

Good ) Missing Broken offset

What type of cover is installed?

B Xented ) Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent G60d ) Fair Poor | Immediate Action

j——

Is an isolation valve present?

Y@ No

~
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What is the condition of the electrical panel?

Excellent 6ood) Fair Poor Immediate Action

Is the audible alarm present and functioning?

Yes No Pregent, but not te@d
v

Is the visible alarm present and functioning?
e e

Yes No Present, but not tes'@

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations No)

Are there any obvious signs of 1&lI (ie. clearwater flow)?

l Noflg/n; of Im Minor signs of I&I (weeping or trickle) Major (gushing)
'—-_________/

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection

o) oy Inspector Initials ~~a-

Inspection Number

Property Address

WAy Ve Cong @0
}

Weather Conditions

Rain Snow

~=

Does MetCom own the grinder pump?

Sunny CloudE

V_e@ No

Unknown, add comments in observations

What type of pump is this?

L Meyers

Ba rneQ Retrofit

El

What is the condition of the vault?

Excellent good) Fair Poor Immediate Action
What is the condition of the cover?
Good ) Missing Broken offset
What type of cover is installed?
Ve/nteQ Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent Good ) Fair

Poor

Immediate Action

Is an isolation valve present?

“Yes D

No
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What is the condition of the electrical panel?

Excellent Good ) Fair Poor | Immediate Action

—

Is the audible alarm present and functioning?

e
Yes No Present, but not tes@
F\__/
Is the visible alarm present and functioning?
/——\
Yes No Presgnt, but not tes))d
Are there any accessibility issues (shrubs, trees, fences)?
Yes, note issues below in observations N’o)
Are there any obvious signs of 1&lI (ie. clearwater flow)?
N
No signs of I&y | Minor signs of I&I (weeping or trickle) Major (gushing)
———

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).

Page 2 of 2



St. Mary’s County MetCom

@@Zﬁ .

Grinder Pump Field Inspection Form

Date of Inspection Woylay Inspector Initials s
Inspection Number

Property Address Voo Vwey Rovx R

Weather Conditions | Rain 'Snow Sunny ClSuc dy:)

Does MetCom own the grinder pump?

Yes ) No Unknown, add comments in observations

What type of pump is this?

Meyers Bgrnes) Retrofit El

What is the condition of the vault?

Excellent Good ) Fair Poor Immediate Action
~———

What is the condition of the cover?

éood) Missing Broken offset

What type of cover is installed?

“Vented ) Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent ~Good ) Fair Poor Immediate Action

Is an isolation valve present?

Yes ~ No)
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What is the condition of the electrical panel?

Excellent Go0d) Fair Poor | Immediate Action

Is the audible alarm present and functioning?

e———————

Yes No Present, but no@g—zd
~—~
Is the visible alarm present and functioning?
Yes No Present, but not te@d

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations No>)

e

Are there any obvious signs of 1&l (ie. clearwater flow)?

[ No-signs of@ l Minor signs of 1&I (weeping or trickle) Major (gushing)
~———

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).

Page 2 of 2



St. Mary’s County MetCom @@2_ b

Grinder Pump Field Inspection Form Wo (&9
Date of Inspection Wau\ou Inspector Initials v~ e
Inspection Number
Property Address 1303 Pwe Vo @O
Weather Conditions | Rain Snow Sunny Cloudy

Does MetCom own the grinder pump?

Y/es) No Unknown, add comments in observations

-~

What type of pump is this?

e
Meyers Ba rnes) Retrofit El

What is the condition of the vault?

Excellent G/oocD Fair Poor Immediate Action

What is the condition of the cover?

Good Missing Bfoken) offset
Covee \3 Cclauuse

What type of cover is installed?

\ﬁnte‘cj) Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent Go,ocQ Fair Poor Immediate Action

Is an isolation valve present?

Yes @
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What is the condition of the electrical panel?

Excellent

Good)

Fair

Poor

Immediate Action

Is the audible alarm present and functioning?

/—\

I Yes |

No

Present, but not tes/te)

Is the visible alarm present and functioning?

—

Yes

No

Present, but not teitga

Are there any accessibility issues (shrubs, trees, fences)?
/'—_\

- . .
Yes, note issues below in obse

tions

No

——

Are there any obvious signs of 1&I (ie. clearwater flow)?

[ NG signs of 12D |

Minor signs of I&! (weeping or trickle)

Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

VAULE MME20S TO &G VPUMEEY O

MO Pown Govee YU PANS

Repairs needed (if any) and estimated schedule for completion:

Coven ¢ COrtiee

BuUll 1= Foowx oF RArEl

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the

subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

o240

Date of Inspection

\\oy) oy

Inspector Initials v <~

Inspection Number

Property Address

\T3\3 Pieu Powvsx @0

Weather Conditions

N \
Rain Snow

Sunny

Clougy,

Does MetCom own the grinder pump?

No

Tes)

Unknown, add comments in observations

N—"

What type of pump is this?

Meyers farnesj Retrofit El

What is the condition of the vault?
Excellent G?)odj Fair Poor Immediate Action
N—————

What is the condition of the cover?

//'\

Good) Missing Broken offset
What type of cover is installed?

Vented ) Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent

D

Fair

Poor

Immediate Action

Is an isolation valve present?

Yes

o)
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What is the condition of the electrical panel?

Excellent Good ) Fair Poor | Immediate Action

Is the audible alarm present and functioning?

/__\
Yes No Present, but not tested
Is the visible alarm present and functioning?
/_\
Yes No Present, but not testecb
I

Are there any accessibility issues (shrubs, trees, fences)?

. - . 7
Yes, note issues below in observations Ncﬁ

R

Are there any obvious signs of I&l (ie. clearwater flow)?

.
Ko signs of IE\I Minor signs of &I (weeping or trickle) Major (gushing)
—— e

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection oy \oy Inspector Initials ~n« ~n
Inspection Number
Property Address Ve D, Vowr @6
Weather Conditions | Rain Snow Sunny Cloudy )
Does MetCom own the grinder pump?
@ No Unknown, add comments in observations
What type of pump is this?
Meyers ) Barnes Retrofit E1
~——"
What is the condition of the vault?
Excellent G@j) Fair Poor Immediate Action
What is the condition of the cover?
ch;d) Missing Broken offset
What type of cover is installed?
Vented No/n-Vented)
Condition of interior fixtures (guide rails, electrical connections, etc.)
Excellent G&)d) Fair Poor Immediate Action

Is an isolation valve present?

G | No
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What is the condition of the electrical panel?

Excellent Good) Fair Poor Immediate Action

Is the audible alarm present and functioning?
//‘_\

l Yes No Présent, but not testel
Is the visible alarm present and functioning?
Yes No Present, but not testgd)
R

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations No )

Are there any obvious signs of 1&l (ie. clearwater flow)?

Ne’srﬁ'of I&) Minor signs of 1&I (weeping or trickle) Major (gushing)
'\_/

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

627

Grinder Pump Field Inspection Form

Date of Inspection Way\oy Inspector Initials ~~a-re
Inspection Number '

Property Address VI, Prirs, Vot RS

Weather Conditions | Rain "Snow Sunny Cloudy

Does MetCom own the grinder pump?

(es) No Unknown, add comments in observations

What type of pump is this?

Meyers Baﬁés) Retrofit El

What is the condition of the vault?

Excellent éood) Fair Poor Immediate Action

What is the condition of the cover?

//"\
Good ) Missing Broken offset

What type of cover is installed?

Vented) Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

—
Excellent Goodj Fair Poor Immediate Action

Is an isolation valve present?
/Yesb No
—
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What is the condition of the electrical panel?

Excellent Good ) Fair Poor Immediate Action

Is the audible alarm present and functioning?

—

Yes No Present, but not testpd
Is the visible alarm present and functioning?

—

Yes No Present, but not tgea

Are there any accessibility issues (shrubs, trees, fences)?
Yes, note issues below in observations I:\IQ

Are there any obvious signs of &I (ie. clearwater flow)?
r Ne(gﬁs of I&) Minor signs of 1&I (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom
Grinder Pump Field Inspection Form wO /él g 1O

Date of Inspection \ET\FW¥ Inspector Initials v—~a w~
Inspection Number

Property Address V211 Prren Rone @6

Weather Conditions | Rain Snow Sunny Clstdy )

Does MetCom own the grinder pump?

@ No Unknown, add comments in observations

What type of pump is this?

Meyers /garney Retrofit El

What is the condition of the vault?

Excellent Ggw Fair Poor Immediate Action

What is the condition of the cover?

Good Missing B(oke@ offset
Hote 1 THE Couen .

What type of cover is installed?

‘(ented‘) Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

7
Excellent Good) Fair Poor Immediate Action

Is an isolation valve present?

/Ye‘s‘) No
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What is the condition of the electrical panel?

Excellent (food) Fair Poor Immediate Action

Is the audible alarm present and functioning?

e ——
Yes No Present, but not testa)

Is the visible alarm present and functioning?
T

Yes No Present, but not tested )

Are there any accessibility issues (shrubs, trees, fences)?

ﬁ:s, note issues below in observatons No

Are there any obvious signs of 1&I (ie. clearwater flow)?

N
N65igns of I@I Minor signs of |1&I (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Busy ™ FTaowXx oF BLETe\ar PAwEL

Mg Hols 1 THE Coven—

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

b 3|

WO 3T\

Date of Inspection

Inspection Number

v\ 2y \ay Inspector Initials ~ee

Property Address 1923 Dimey Vonx @6
Weather Conditions | Rain Show Sunny Cloudy )
Does MetCom own the grinder pump?
\Es) No Unknown, add comments in observations
What type of pump is this?
Meyers §a rnes ) Retrofit El
What is the condition of the vault?
Excellent G’ood) Fair Poor Immediate Action
What is the condition of the cover?
Good ) Missing Broken offset
—
What type of cover is installed?
TN
\fentedQ Non-Vented
Condition of interior fixtures (guide rails, electrical connections, etc.)
Excellent Good ) Fair Poor Immediate Action

Is an isolation valve present?

Yes)

No

—
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What is the condition of the electrical panel?

Excellent /Good) Fair Poor | Immediate Action

Is the audible alarm present and functioning?

Yes [ No Present, but not t;;c d —I
L .

Is the visible alarm present and functioning?

Yes No Present, but not tes;ea

Are there any accessibility issues (shrubs, trees, fences)?

Ye(,note issues below in (%syrvations No
e —— /

Are there any obvious signs of &I (ie. clearwater flow)?
T —

No s’@ns of I&D Minor signs of 1&I (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

VUSHER | P Trox of VPAweL

Vavwr wems To B S eheen

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection Y Inspector Initials ~ s
Inspection Number

Property Address 1232 D ma Der B

Weather Conditions | Rain Snow Sunny QI@

Does MetCom own the grinder pump?

@Q No Unknown, add comments in observations

What type of pump is this?

Meyers Qa/rn es) Retrofit El

Se—

What is the condition of the vault?

Excellent Good ) Fair Poor Immediate Action

What is the condition of the cover?

,GoocQ Missing Broken offset

What type of cover is installed?

Xénted ) Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent ~Good ) Fair Poor Immediate Action
—_—/

Is an isolation valve present?

[YQS\) No
—
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What is the condition of the electrical panel?

Excellent Good / Fair Poor Immediate Action

Is the audible alarm present and functioning?

| Yes [ No Present, but not te@d ]
e

Is the visible alarm present and functioning?
e
Yes No Pfesent, but not tested

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations No )

Are there any obvious signs of 1&lI (ie. clearwater flow)?

T —
No/signs of I&D Minor signs of 1&I (weeping or trickle) Major (gushing)
~—~

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom éé %3

Grinder Pump Field Inspection Form SR\

Date of Inspection W\ou) oy Inspector Initials ~~e~acn
Inspection Number

Property Address A\ R By Rovx R

Weather Conditions | Rain Snow Sunny Clo@

Does MetCom own the grinder pump?

Yes ) No Unknown, add comments in observations

What type of pump is this?

AN
Meyers Ba rney Retrofit El

What is the condition of the vault?

Excellent Good ) Fair Poor | Immediate Action |
S

What is the condition of the cover?

GGod) Missing Broken offset

What type of cover is installed?

Vefted ) Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

N
" Excellent Good) Fair Poor Immediate Action

Is an isolation valve present?

Yes) No

-——
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What is the condition of the electrical panel?

Excellent Good ) Fair Poor Immediate Action
enmm——
Is the audible alarm present and functioning?
L Yes No Present, but not te\st‘gi ]
\
Is the visible alarm present and functioning?
T~

Yes

No

Present, but not teste}\

\——/

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations

No)

Are there any obvious signs of I1&I (ie. clearwater flow)?

T\
Mo signs of I&I)

Minor signs of I&I (weeping or trickle)

Major (gushing)

]

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom
woO D\B72

Grinder Pump Field Inspection Form

Date of Inspection N\au\ sy Inspector Initials e
Inspection Number '

Property Address A\ 343 ey Rows @0

Weather Conditions | Rain Snow Sunny C’I?Judy )

Does MetCom own the grinder pump?

Yes) No Unknown, add comments in observations

What type of pump is this?

Meyers Bgrnes) Retrofit El

What is the condition of the vault?

Excellent Good) Fair Poor Immediate Action ]
| ——

What is the condition of the cover?

TN
Good) Missing Broken offset

What type of cover is installed?
S
Qented) Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

[

Excellent Good) Fair Poor Immediate Action

Is an isolation valve present?

Yes @_3)
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What is the condition of the electrical panel?

Excellent Good ) Fair Poor | Immediate Action

Is the audible alarm present and functioning?

/’—\
B Yes ] No | Présent, but not testgd
Is the visible alarm present and functioning?
T TN
Yes No Preseﬁ/t,but not teg}d

Are there any accessibility issues (shrubs, trees, fences)?

. . . 7
Yes, note issues below in observations No )

Are there any obvious signs of &l (ie. clearwater flow)?

| NO signs of I&D [ Minor signs of 1&! (weeping or trickle) | Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Nee o \mttau oS AT LuaASugel on CouEn-

Repairs needed (if any) and estimated schedule for completion:

ey S RSuel_areeRey | - U eSS esen

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection v\ov\sur Inspector Initials <~~~
Inspection Number

Property Address MUy Riwey Vorx Qo

Weather Conditions | Rain Snow Sunny Cloudy

Does MetCom own the grinder pump?

Yes) No Unknown, add comments in observations

What type of pump is this?
Meyers Barnes ) Retrofit El j

What is the condition of the vault?

TN
Excellent g/ood ) Fair Poor Immediate Action

What is the condition of the cover?

G/ood) Missing Broken offset ]

What type of cover is installed?

N
/V_ented ) Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

" Excellent ﬁ)od) Fair Poor Immediate Action

Is an isolation valve present?

Yes @
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What is the condition of the electrical panel?

Excellent /Good) Fair Poor Immediate Action

Is the audible alarm present and functioning?

/—\
L Yes | No Present, but not teste@ ]

Is the visible alarm present and functioning?
—

Yes No Presént, but not tested )
v
Are there any accessibility issues (shrubs, trees, fences)?
Yes, note issues below in observations Ko )
Are there any obvious signs of 1&I (ie. clearwater flow)?
N@ of I&I) [ Minor signs of 1&I (weeping or trickle) Major (gushing)
;__/

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection \ay\ oy Inspector Initials e
Inspection Number N

Property Address AL Doy Vo RO

Weather Conditions | Rain Snow Sunny Cloudy)

Does MetCom own the grinder pumip?

YEs) No Unknown, add comments in observations

A
.

What type of pump is this?
’Weyersj Barnes Retrofit El

What is the condition of the vault?

Excellent Good) Fair Poor Immediate Action

What is the condition of the cover?

Good ) Missing Broken offset

What type of cover is installed?
—_— N

Vented | Non-Vented )

B

Condition of interior fixtures (guide rails, electrical connections, etc.)

" Excellent Good ) Fair Poor Immediate Action

Is an isolation valve present?

\@Z) No
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What is the condition of the electrical panel?

Excellent

'G/ood)

Fair

Poor

Immediate Action 1

——

Is the audible alarm present and functioning?

( Yes

No

Présent, but not testkd

-\-—/

Is the visible alarm present and functioning?

Yes

No

Present, but not teste@

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations

NG)

Are there any obvious signs of I1&I (ie. clearwater flow)?

T~
/No signs of IQ1 | Minor signs of 1&I (weeping or trickle)
N

Major (gushing)

|

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form WO 3\ 7 E

Date of Inspection Aoyl oy Inspector Initials A« ~n
Inspection Number

Property Address 11350 Piver, Pons 20

Weather Conditions | Rain Snow Sunny Cloady D

Does MetCom own the grinder pump?

Ye/s) No Unknown, add comments in observations

~

What type of pump is this?

Meyers Ba rnes) Retrofit El

What is the condition of the vault?

Excellent /Good) Fair Poor Immediate Action

What is the condition of the cover?

G/o‘og) Missing Broken offset

What type of cover is installed?

Veﬁed) Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent G@) Fair Poor Immediate Action

Is an isolation valve present?

@ | No
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What is the condition of the electrical panel?

Excellent Good) Fair Poor Immediate Action

Is the audible alarm present and functioning?

L Yes No Present, but not tested) 1
—_—

Is the visible alarm present and functioning?

Yes No Present, but not testd
—_—

Are there any accessibility issues (shrubs, trees, fences)?

'j\
Yes, note issues below in observations No)
Are there any obvious signs of 1&I (ie. clearwater flow)?
N\
No signs of I&) Minor signs of I1&I (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

VALY masns o 83 Cugawts® out

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom éé é% %

Grinder Pump Field Inspection Form WO Blg74 AR
Date of Inspection A\9% Yoy Inspector Initials ., \ .~
Inspection Number
Property Address \1308  Puwey CPomr RO
Weather Conditions R@ Snow Sunny Cloudy

Does MetCom own the grinder pump?

(es) No Unknown, add comments in observations

What type of pump is this?

Meyers Barnes Retrofit :E 1) 1

What is the condition of the vault?

Excellent Good /Fair) Poor Immediate Action ]

What is the condition of the cover?

Good Missing Broken 6ffset>
POOT TN, PRoe ez-.j

What type of cover is installed?
Vented Non-Vented)

Condition of interior fixtures (guide rails, electrical connections, etc.)

" Excellent /Good ) Fair Poor Immediate Action

Is an isolation valve present?

Yes @

N
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What is the condition of the electrical panel?

Excellent Good Fair ) Poor Immediate Action
N—"

Is the audible alarm present and functioning?

—
| Yes | No ] Present, but not tes)ed
‘\_/
Is the visible alarm present and functioning?
m
Yes No Present, but not testeg}’
\—/
Are there any accessibility issues (shrubs, trees, fences)?
Yes, note issues below in observations Nc )
Are there any obvious signs of |1&l (ie. clearwater flow)?
T
No signs of 1&l Minor signs of 1&I (w@ping or trickle) Major (gushing)

Covanr mox TV vy ?2.0?59-'-\1

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Covgn ot FT\i \ry RoPOriny

|

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

EIN

wo 3l%72

Grinder Pump Field Inspection Form

Date of Inspection W25 oy Inspector Initials e~
Inspection Number

Property Address \I330 A R vy Lok @

Weather Conditions | Rain Snow Sunny Cloudy)

Does MetCom own the grinder pump?

@ No Unknown, add comments in observations j

What type of pump is this?

Meyers Barnes Retrofit €1) 1

What is the condition of the vault?
/’\
L Excellent Good Fair Poor Ifmediate Actiob
Ao oF VU AULY \S CRpcen N

What is the condition of the cover?

G(/)od> Missing Broken offset
What type of cover is installed?

Vented | Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

" Excellent Gaod ) Fair Poor Immediate Action

[

Is an isolation valve present?
£

Yes M
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What is the condition of the electrical panel?

Excellent Good /Eair ) Poor Immediate Action

Is the audible alarm present and functioning?

L Yes ] No Present, but not teste&)

Is the visible alarm present and functioning?

/’__\
Yes No Present, but not tested)
\_/

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations No )

S

Are there any obvious signs of 1&I (ie. clearwater flow)?

T
{ No signs of 1&l | Minor signs of l&@eping or trickle) Major (gushing)

VAU \§ Caween

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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At

St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection A\25 oy Inspector Initials e~
Inspection Number

Property Address A13D0 B P jpuen Corea 2O

Weather Conditions | Rain Snow' Sunny Cloudy

Does MetCom own the grinder pump?

@9 No Unknown, add comments in observations

What type of pump is this?

Meyers Barnes Retrofit El)
What is the condition of the vault?
Excellent Good) Fair Poor | Immediate Action
PR
What is the condition of the cover?
Good) Missing Broken offset

What type of cover is installed?

Vented M/en@

Condition of interior fixtures (guide rails, electrical connections, etc.)

" Excellent Good ) Fair Poor Immediate Action

Is an isolation valve present?

Yes No )
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What is the condition of the electrical panel?

Excellent Good ) Fair Poor | Immediate Action
[

Is the audible alarm present and functioning?

L Yes ] No Presént, but not test@
“_—_'/
Is the visible alarm present and functioning?
— TN
Yes No Present, but not testea
S~ —————— 7

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations m
S’

Are there any obvious signs of 1&I (ie. clearwater flow)?

—
L N,c@gns of I&D | Minor signs of 1&I (weeping or trickle) l Major (gushing)
~——————

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County

MetCom

Grinder Pump Field Inspection Form

vl

- ol

Date of Inspection

A5\ o

Inspector Initials s

Inspection Number

Property Address

Weather Conditions

N3N ?\s.a.,‘ ?o\;.g X2,
Snow

Rain

Sunny C\Gudf)

Does MetCom own the grinder pump?

’(gs) No Unknown, add comments in observations
What type of pump is this?
Meyers B4rnes) Retrofit El
What is the condition of the vault?
TN
Excellent Good ) Fair Poor Immediate Action
What is the condition of the cover?
TN
/Goo@ Missing Broken offset
What type of cover is installed?
Vented Non-Ve nt@
s e——

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent “Good )

Fair

Poor

Immediate Action

—

Is an isolation valve present?

No

o
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What is the condition of the electrical panel?

Excellent Good ) Fair Poor | Immediate Action
e

Is the audible alarm present and functioning?

‘ Yes I No | Presént, but not testet~_ |
)
Is the visible alarm present and functioning?
T
Yes No Préent, but not teste@

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations ﬁo)

Are there any obvious signs of 1&I (ie. clearwater flow)?

N((signs of I&I) Minor signs of 1&! (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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K

St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection v\ 94 \amt Inspector Initials crare
Inspection Number

Property Address MUY Dy Pore @0

Weather Conditions R/ai—rD Snow Sunny Cloudy

Does MetCom own the grinder pumip?

Ves) No Unknown, add comments in observations

What type of pump is this?

Meyers Barnes Retrofit E1 )

What is the condition of the vault?

Excellent Good ) Fair Poor Immediate Action

What is the condition of the cover?

Good Missing Broken offset

What type of cover is installed?
Ventej Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

" Excellent Good ) Fair Poor Immediate Action

—

Is an isolation valve present?

Yes NG)
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What is the condition of the electrical panel?

Excellent

Good )

Fair

Poor Immediate Action

Is the audible alarm present and functioning?

Yes

l No

/ e~
Present, but not tes\tgd

Is the visible alarm present and functioning? ——_

Yes

No

Present, but not tested \

\_’/

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations No )
—
Are there any obvious signs of &I (ie. clearwater flow)?
‘ No/signs of I&Ql Minor signs of 1&! (weeping or trickle) I Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection

W5 oy

Inspector Initials <c~avn

Inspection Number

Property Address

A\ DY ‘?\\-oq' Renwx @0

Weather Conditions | Rain)

Snow Sunny Cloudy

Does MetCom own the grinder pump?

Aes ) No

Unknown, add comments in observations

—

What type of pump is this?

L~

Meyers Barnes Retrofit E1 )

What is the condition of the vault?

Excellent Good ) Fair Poor Immediate Action
What is the condition of the cover?

/Go@ Missing Broken offset
What type of cover is installed?

Vented ) Non-Vented
Condition of interior fixtures (guide rails, electrical connections, etc.)
" Excellent Cﬂ)od) Fair Poor Immediate Action
Is an isolation valve present?
Yes No)
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What is the condition of the electrical panel?

Excellent Good) Fair Poor | Immediate Action

Is the audible alarm present and functioning?
l Yes No Présent, but not te%e\
I

Is the visible alarm present and functioning?

Yes No Prefent, but not tested)

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations No)

Are there any obvious signs of I1&lI (ie. clearwater flow)?

| No’si_fg,?»;)f I&I)[ Minor signs of 1&I (weeping or trickle) ] Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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by |
Grinder Pump Field Inspection Form wé) 3(¥ 100

St. Mary’s County MetCom

Date of Inspection N\os oy Inspector Initials e
Inspection Number

Property Address VML, Rirey, Vow< Go

Weather Conditions | Rainy Snow Sunny Cloudy

Does MetCom own the grinder pump?

Y@ No Unknown, add comments in observations

What type of pump is this?
Meyers Barnes Retrofit E_l) W

What is the condition of the vault?

L Excellent GGod) Fair Poor Immediate Action

What is the condition of the cover?

Good ) Missing Broken offset

What type of cover is installed?
Vénted) Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

| Excellent Good Fair Poor Immediate Ac%r)
Covee 5w, oude @Qoaxee s

Is an isolation valve present?

Vs_s,) No
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What is the condition of the electrical panel?

el
Excellent Good Fair Poor | Immediate Action )
-\/
Coven. w\T8iv( ouen RQeavuzes
Is the audible alarm present and functioning?
Yes No Present, but not teste ]
AR LA R0 A
Is the visible alarm present and functioning?
Yes No Présent, but not tested
Are there any accessibility issues (shrubs, trees, fences)?
Yes, note issues below in observations No )
Are there any obvious signs of 1&I (ie. clearwater flow)?
/-'__\
| No signs of |8/Ll/l Minor signs of I&I (weeping or trickle) J Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Coven n\SSiw, 6uen VAUEACLORS ow PAwEL |

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom @@ %/ 5

Grinder Pump Field Inspection Form

' Date of Inspection N Inspector Initials ceacen
Inspection Number
Property Address IS Py Ronx 00
.g o - ‘__—
Weather Conditions | Rain) Snow Sunny Cloudy

Does MetCom own the grinder pump?

@ No Unknown, add comments in observations

—

What type of pump is this?

Meyers @@ Retrofit E1

What is the condition of the vault?

Excellent @od) Fair Poor Immediate Action

What is the condition of the cover?

G/ood) Missing Broken offset

What type of cover is installed?

Vented Non-Vented))

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent éood) Fair Poor Immediate Action

Is an isolation valve present?

Yes 6‘

(@)
——

Q
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What is the condition of the electrical panel?

Excellent Good ) | Fair Poor | Immediate Action

Is the audible alarm present and functioning?

/’——\
[ Yes No Present, but not tested N
\__/
Is the visible alarm present and functioning?
/’_\
{ Yes No Present, but not teste)
\_/

Are there any accessibility issues (shrubs, trees, fences)?

[ Yes, note issues below in observations No )

Are there any obvious signs of I&I (ie. clearwater flow)?

T~
L N(signs of I&l)[ Minor signs of I1&I (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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LOAO

St. Mary’s County MetCom

Grinder Pump Field Inspection Form

Date of Inspection o5 ol Inspector Initials ~~~wv
Inspection Number

Property Address 3L 8 Oiwen Ronx @0

Weather Conditions | Rain Snow Sunnyd Cloudy

Does MetCom own the grinder pump?

Yes No Unknown, add comments in observations

What type of pump is this?

Meyers Barn e@ Retrofit El

What is the condition of the vault?

Excellent Good ) Fair Poor Immediate Action

What is the condition of the cover?

Gcl/gg) Missing Broken offset

What type of cover is installed?

Vented ) Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

et

r Excellent Good ) Fair Poor Immediate Action

Is an isolation valve present?

XNes) No

-
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What is the condition of the electrical panel?

Excellent G@D Fair Poor Immediate Action

Is the audible alarm present and functioning?

/——_——————_\_
Yes No Present, but not tgit/edD

Is the visible alarm present and functioning?

T —
Yes No Pres?nt, but not testga

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations _No)

——

Are there any obvious signs of I&l (ie. clearwater flow)?

No@ns of I&D Minor signs of 1&I (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom @ é’ /( 7 p

Grinder Pump Field Inspection Form

' Date of Inspection AR Inspector Initials e
Inspection Number
Property Address \12311 Ve Ponx o0
Weather Conditions @3 Snow Sunny Cloudy

Does MetCom own the grinder pump?

Y85 ) No Unknown, add comments in observations

pu———

What type of pump is this?

Meyers Barnes ) Retrofit El

e

What is the condition of the vault?

Excellent “Good ) Fair Poor | Immediate Action

What is the condition of the cover?

’G/ood) Missing Broken offset

What type of cover is installed?

Vented Ngg-Vented)

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent ﬁogg) Fair Poor Immediate Action

Is an isolation valve present?

@ No
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What is the condition of the electrical panel?

L Excellent } QEOd) [ Fair ] Poor lmmediateActioﬂ

Is the audible alarm present and functioning?
—

| Yes No _ Present, but not tested) B
Is the visible alarm present and functioning?
—

[ Yes No Present, but not testeg) —]
Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations ] No ) 7
Are there any obvious signs of 1&l (ie. clearwater flow)?

e — J— et ——

[ 7N9@s of l@ Minor signs of &I (weeping or trickle) ______Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

e

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom é@ I%

Grinder Pump Field Inspection Form

Date of Inspection N\ Inspector Initials e~~~
Inspection Number

Property Address A28 ey Do @0

Weather Conditions | Rain Snow Sunny Cloudy

Does MetCom own the grinder pump?

Yes ) No Unknown, add comments in observations

What type of pump is this?

| Meyers Barnes ) Retrofit El

What is the condition of the vault?

Excellent GBod) Fair Poor Immediate Action

What is the condition of the cover?

//\
Goocu Missing Broken offset

What type of cover is installed?

~Vented ) Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent Good ) Fair Poor | Immediate Action

Is an isolation valve present?

@ No

[t
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What is the condition of the electrical panel?

Excellent 6ood) Fair ] Poor Immediate Action

Is the audible alarm present and functioning?

| Yes No Presént, but not tested
o——

Is the visible alarm present and functioning?

T
Yes No Present, but not tegt;d>

Are there any accessibility issues (shrubs, trees, fences)?

Yes, note issues below in observations No )

a\
——

Are there any obvious signs of 1&lI (ie. clearwater flow)?
e —

[ thﬁigns of 1&l ) Minor signs of I1&l (weeping or trickle) Major (gushing)

_—/

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).

Page 2 of 2



St. Mary’s County MetCom é @ // 7

Grinder Pump Field Inspection Form

Date of Inspection \\os Yong Inspector Initials c~~a~
Inspection Number

Property Address 1289 Phirasy Vo 26

Weather Conditions R@ Snow Sunny Cloudy

Does MetCom own the grinder pump?

(es) No Unknown, add comments in observations

What type of pump is this?

Meyers /Bﬁes) Retrofit El

What is the condition of the vault?

Excellent @)od) Fair Poor Immediate Action

What is the condition of the cover?

Pt

Good ) Missing Broken offset

What type of cover is installed?

Alented) Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent Good ) Fair Poor | Immediate Action

Is an isolation valve present?

@ No

~
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What is the condition of the electrical panel?

Excellent @od) Fair ] Poor Immediate Action

Is the audible alarm present and functioning?

—
Yes No Présent, but not testejl

Is the visible alarm present and functioning?
—

Yes No Present, but not test}d T
Are there any accessibility issues (shrubs, trees, fences)?
r_ Yes, note issues below in observations No )
Are there any obvious signs of I1&lI (ie. clearwater flow)?
T
[ No xﬁns of@) Minor signs of 1&I (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom é @ 50

Grinder Pump Field Inspection Form

 Date of Inspection Nog Inspector Initials s~
Inspection Number
Property Address \THos Pimay Porex R0
Weather Conditions @ Snow Sunny Cloudy

Does MetCom own the grinder pump?

{/eg No Unknown, add comments in observations

What type of pump is this?

TN
Meyers Ba rneQ Retrofit El

What is the condition of the vault?

TN
Excellent 6ood) Fair Poor Immediate Action

What is the condition of the cover?

G/ooy Missing Broken offset

What type of cover is installed?

N
Vented ) Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent /Good ) Fair Poor Immediate Action
———

Is an isolation valve present?

/(e‘s‘) No
g
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What is the condition of the electrical panel?

Excellent Good ) Fair Poor | Immediate Action

—

Is the audible alarm present and functioning?

i Yes No Present, but not tested )

Is the visible alarm present and functioning?

—
Yes No Present, but not testw j

Are there any accessibility issues (shrubs, trees, fences)?

r Yes, note issues below in observations No)

Are there any obvious signs of 1&l (ie. clearwater flow)?

[ l\}a{gns ofl&@ l Minor signs of I1&] (weeping or trickle) l Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom @@ 6/

. . . 577
Grinder Pump Field Inspection Form W0 3\%
' Date of Inspection \25 \ony Inspector Initials w~ae~
Inspection Number
Property Address gy Pie T RO
Weather Conditions | Rain) Snow Sunny Cloudy

e

Does MetCom own the grinder pump?

Ves> No Unknown, add comments in observations

What type of pump is this?

Meyers Barnes) Retrofit E1

What is the condition of the vault?

Excellent 860(9 Fair Poor Immediate Action

What is the condition of the cover?

GGod) Missing Broken offset

What type of cover is installed?

Vented Noh-Vented
————————

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent Good ) Fair Poor | Immediate Action

Is an isolation valve present?

¥es) No

<
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What is the condition of the electrical panel?

Excellent Good ) Fair Poor Immediate Action
Is the audible alarm present and functioning?
m
Yes No Present, but not teste@
Is the visible alarm present and functioning?
T~
Yes No Present, but not testecD —‘

Are there any accessibility issues (shrubs, trees, fences)?

f Yes, note issues below in observations

No )

———

Are there any obvious signs of I1&I (ie. clearwater flow)?

e
[ Nd signs of I&I)[

Minor signs of 1&I (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

LoovS GQounvta veXo U AWK

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom W

Grinder Pump Field Inspection Form \JO g \%7%

Date of Inspection Nas o Inspector Initials . ~~
Inspection Number

Property Address VM, Pae, RPoux 2o

Weather Conditions | Rain Snow Sunny @u dy/)

Does MetCom own the grinder pump?

YeQ No Unknown, add comments in observations

What type of pump is this?

Meyers Ba rneQ Retrofit El

What is the condition of the vault?

Excellent G@d) Fair Poor Immediate Action

What is the condition of the cover?

Good ) Missing Broken offset
\_/

What type of cover is installed?

Vented Non—VentecD

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent G6od) Fair Poor Immediate Action

Is an isolation valve present?

Yé) No

C—
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What is the condition of the electrical panel?

N\
Excellent /Goocﬂ Fair Poor Immediate Action

Is the audible alarm present and functioning?
—

[ Yes No Présent, but not testdd |

Is the visible alarm present and functioning?

/’_——\
L Yes No Present, but not testeb

Are there any accessibility issues (shrubs, trees, fences)?

e s
[ Yes, note issues below in observations No)

Are there any obvious signs of I&l (ie. clearwater flow)?

L Nofgns of I&) Minor signs of I&] (weeping or trickle) I Major (gushing)
\____/

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

VAU 2mt To 8 Cusa b out

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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-
St. Mary’s County MetCom é@ D 5

Grinder Pump Field Inspection Form N
wh 3879
Date of Inspection Was\ay Inspector Initials we«~re
Inspection Number
Property Address AIS1E Riwa, Do s RO
Weather Conditions | Rain Show Sunny Cloudy)

Does MetCom own the grinder pump?

@ No Unknown, add comments in observations

G

What type of pump is this?

I@yers) Barnes Retrofit El

What is the condition of the vault?

Excellent foo@ Fair Poor Immediate Action

What is the condition of the cover?

Good Missing groken) offset

.

What type of cover is installed?

Vented ﬁon-Vente@

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent Good Fair Poor ) | Immediate Action
VISE GAPS Woleimy, RAal i

Is an isolation valve present?

qes) No
—
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What is the condition of the electrical panel?

Excellent “Good ) Fair Poor Immediate Action

Is the audible alarm present and functioning?

/’_—\
Yes No Present, but not teste@

Is the visible alarm present and functioning?

/"'-—x

Yes No Present, but not tested )

Are there any accessibility issues (shrubs, trees, fences)?

F—' Yes, note issues below in observations \No) j
Are there any obvious signs of I&I (ie. clearwater flow)?
No sfgns of I&D Minor signs of 1&I (weeping or trickle) Major (gushing)
—_—

Other Observations, any “Immediate Action” taken should be described:

Covan \S RQowss AYD =izt To @ QeCLaw

Repairs needed (if any) and estimated schedule for completion:

VISE GR\PS WILO\my, AV V= PLacs

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom 6 @ 64

Grinder Pump Field Inspection Form WO Y(s O

Date of Inspection N\as\oy Inspector Initials e~
Inspection Number
BT
Property Address XSS Qe Cornx R0
Weather Conditions | Rain Snow Sunny E‘oud}j
Does MetCom own the grinder pump?
Y’e@ No Unknown, add comments in observations
What type of pump is this?
@ers) Barnes Retrofit El
What is the condition of the vault?
Excellent /600@ Fair Poor Immediate Action
What is the condition of the cover?
600@ Missing Broken offset
What type of cover is installed?
Vented Non-Venteg)
Condition of interior fixtures (guide rails, electrical connections, etc.)
Excellent /Good) Fair Poor Immediate Action

Is an isolation valve present?

Yes ‘Nﬁ

e

Page 1lof2



What is the condition of the electrical panel?

Excellent Good ) | Fair Poor Immediate Action

Is the audible alarm present and functioning?

2 e
[ Yes No Préser&but not tested)
Is the visible alarm present and functioning?
/——\
Yes No Pre{ent, but not testeH\

Are there any accessibility issues (shrubs, trees, fences)?

. . . g
[_- Yes, note issues below in observations N )

Are there any obvious signs of I1&l (ie. clearwater flow)?
N\

No {l/gns of I&D Minor signs of I1&I (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

VAL Bans o 8 Clearon our,

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom éé 6 C) 3

Grinder Pump Field Inspection Form

Date of Inspection W\ a5 \ay Inspector Initials -~
Inspection Number

Property Address \ISHY Py, Cove @

Weather Conditions | Rain Snow Sunny Cﬁu cm’

Does MetCom own the grinder pump?

Yes ) No Unknown, add comments in observations

What type of pump is this?

Meyers Barn es) Retrofit El

e

What is the condition of the vault?

e

Excellent Good ) Fair Poor Immediate Action

e S—

What is the condition of the cover?
—_— N\

Good ) Missing Broken offset

———

What type of cover is installed?

Vented W—Vented)

e

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent “Good ) Fair Poor Immediate Action

Is an isolation valve present?

@ No
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What is the condition of the electrical panel?

Excellent “Good ) Fair Poor Immediate Action

—

Is the audible alarm present and functioning?

Yes No Present, but not testeyl ]

’-s_.__“_‘.______/

Is the visible alarm present and functioning?
—

Yes No Present, but not test@(;l
Are there any accessibility issues (shrubs, trees, fences)?
Yes, note issues below in observations No)
Are there any obvious signs of I&I (ie. clearwater flow)?
TN
Mgns of I&}) Minor signs of I1&l (weeping or trickle) Major (gushing)
e

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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-
St. Mary’s County MetCom éé v

Grinder Pump Field Inspection Form

 Date of Inspection A\ os\ay Inspector Initials e v~
Inspection Number )
Property Address FISSS Vwey Torvtr e
Weather Conditions | Rain Snow Sunny Cloudy)

Does MetCom own the grinder pump?

Y&s) No Unknown, add comments in observations
-~

What type of pump is this?

i Meyers Bgrne;s) Retrofit El

What is the condition of the vault?

I
Excellent /Good/ Fair Poor Immediate Action

[

What is the condition of the cover?

Good ) Missing Broken offset
~——

What type of cover is installed?

Vented Non—Vente@

—_—

Condition of interior fixtures (guide rails, electrical connections, etc.)

N\
Excellent /Good) Fair Poor Immediate Action

Is an isolation valve present?

’fgsj No
p——
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What is the condition of the electrical panel?

Excellent /Good) Fair [ Poor ] Immediate Action

Is the audible alarm present and functioning?

Yes No Present, but not tested

Is the visible alarm present and functioning?

o —
( Yes No Presefit, but not tes@i

Are there any accessibility issues (shrubs, trees, fences)?

F Yes, note issues below in observations No)

Are there any obvious signs of I1&I (ie. clearwater flow)?

| N€signs of I&I) I Minor signs of 1&I (weeping or trickle) Major (gushing)
~——

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom é@ 6

Grinder Pump Field Inspection Form 3\ %% 2

Date of Inspection Y\25\oy Inspector Initials o ~~
Inspection Number

Property Address \1558  Piveny Vo oo

Weather Conditions | Rain Snow Sunny Cloudy )

Does MetCom own the grinder pump?

Yes) No Unknown, add comments in observations

What type of pump is this?
Meéyers) Barnes Retrofit E1

—

What is the condition of the vault?

Excellent §oocD Fair Poor Immediate Action

What is the condition of the cover?

(/’\
Good) Missing Broken offset

What type of cover is installed?

Vented Non-Vented

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent GGodB Fair Poor Immediate Action

Is an isolation valve present?
\/es) No
~
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What is the condition of the electrical panel?

Excellent

Good ) Fair

Poor

Immediate Action

Is the audible alarm present and functioning?

Yes No Present, but not tes;@
V
Is the visible alarm present and functioning?
T

Yes

No

Prefe&t, but not tes@

Are there any accessibility issues (shrubs, trees, fences)?

[ Yes, note issues below in observations

No)

Are there any obvious signs of 1&I (ie. clearwater flow)?

—

[ No sfgns of I&J) |

Minor signs of 1&I (weeping or trickle)

Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Meern o Por @oxS v Couene (WO BOLRS v Caven))

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom é @ 6%

Grinder Pump Field Inspection Form

Date of Inspection | [-25-2¢ Inspector Initials K} / N
Inspection Number

Property Address |758 9 D ey point-Id
Weather Conditions | Rain “Snow Sunny (Cloudy

Does MetCom own the grinder pump?

Fes’ No Unknown, add comments in observations

What type of pump is this?

| Meyers ¢Barnes Retrofit E1

What is the condition of the vault?

Excellent (Ge@? Fair Poor Immediate Action

What is the condition of the cover?

@&:D Missing : Broken offset

S———

What type of cover is installed?

Vented < Naon-Ventanh

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent  Good™ Fair Poor Immediate Action

Is an isolation valve present?

L = No
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What is the condition of the electrical panel?

Excellent Good> Fair Poor Immediate Action

Is the audible alarm present and functioning?

/Yey No Present, but not tested
N

Is the visible alarm present and functioning?

[ (Ye‘ss No l Present, but not tested

Are there any accessibility issues (shrubs, trees, fences)?

1 ~ Yes, note issues below in observations Nod

Are there any obvious signs of I&I (ie. clearwater flow)?

l@cﬁ/gﬁs ofﬁD Minor signs of 1&I (weeping or trickle) ] Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

wo 5 \&2% 5

6657 m

Date of Inspection

W\ o5 \ay Inspector Initials e s~

Inspection Number

Property Address

\'\{QH @w-o\ Qmu{ Q.

Weather Conditions

Rain Sﬁow

Sunny Cloudy |

HonE \S VACAwWTY

Does MetCom own the grinder pump?

YES)) No

Unknown, add comments in observations

o ———

What type of pump is this?

Meyers

Barnes ) Retrofit

El

What is the condition of the vault?

Excellent GGOCQ Fair Poor Immediate Action
What is the condition of the cover?
G/ood) Missing Broken offset
What type of cover is installed?
Vgnted) Non-Vented
Ne—"

Condition of interior fixtures (guide rails, electrical connections, etc.)

Excellent Good Fair ) Poor Immediate Action
Is an isolation valve present?
Yes /] No)
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What is the condition of the electrical panel?

[ Excellent Good ) Fair Poor Immediate Action |

Is the audible alarm present and functioning?
e e
[ Yes No Present, but not tes@d 1
——*\_______'_/

Is the visible alarm present and functioning?

T~

Yes No Present, but not teste@
—— 20

Are there any accessibility issues (shrubs, trees, fences)?

F Yes, note issues below in observations No)

Are there any obvious signs of |&l (ie. clearwater flow)?

[ No sigﬁs of I&J) [ Minor signs of 1&l (weeping or trickle) I Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Vaumx 1§ Bull. Maens \S \Jacav™

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

| Date of Inspection |-25 2%

Inspector Initials R+ /N

Inspection Number

Property Address 17600 p/hgr pont [Ad

Weather Conditions | Rain

Snow

Sunny Croudyy

Does MetCom own the grinder pump?

@ No

Unknown, add comments in observations

What type of pump is this?

| Meyers (Barnes™~, Retrofit El
What is the condition of the vault?

Excellent (Goody Fair Poor Immediate Action
What is the condition of the cover?

(Good> Missing Broken offset

What type of cover is installed?

Vented

Non-Vented )

Condition of interior fixtures (guide rails, electrical connections, etc.)

| Excellent CGood

Fair

Poor

Immediate Action

Is an isolation valve present?

7

No
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What is the condition of the electrical panel?

Excellent Good” Fair Poor Immediate Action

Is the audible alarm present and functioning?

| (Aes) No . Present, but not tested

Is the visible alarm present and functioning?

( ?e§ No Present, but not tested j

Are there any accessibility issues (shrubs, trees, fences)?

( ~ Yes, note issues below in observations (@7

Are there any obvious signs of I1&lI (ie. clearwater flow)?

@) signs of 1&2[  Minor signs of 1&I (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom @éé /

Grinder Pump Field Inspection Form

Date of Inspection [-26-2% Inspector Initials T/ 2l
Inspection Number

Property Address (7619 D'mgr (in # £d
Weather Conditions | Rain ' Snow Sunny Coudy)

Does MetCom own the grinder pump?

QfesH No Unknown, add comments in observations

What type of pump is this?

Meyers @Barnes’ Retrofit El

What is the condition of the vault?

Excellent Geod”’ Fair Poor Immediate Action

What is the condition of the cover?

Good> Missing Broken offset

What type of cover is installed?

E Vented NorVented”

Condition of interior fixtures (guide rails, electrical connections, etc.)

| Excellent _eGood’ Fair Poor | Immediate Action

Is an isolation valve present?

&¥es No
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What is the condition of the electrical panel?

Excellent

@gd? Fair

Poor

Immediate Action

Is the audible alarm present and functioning?

L Qe

No

Present, but not tested

e

Is the visible alarm present and functioning?

G

No ]

Present, but not tested W

=

Are there any accessibility issues (shrubs, trees, fences)?

( ~ Yes, note issues below in observations

Are there any obvious signs of I1&I (ie. clearwater flow)?

(No)

C No? signs of 1&1)

Minor signs of 1&I (weeping or trickle)

Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom @ @é

Grinder Pump Field Inspection Form

Date of Inspection [€5-<y Inspector Initials  FH /L i
Inspection Number

Property Address /770z p; 57+ fd

Weather Conditions | Rain Snow Sunny Cloudy

Does MetCom own the grinder pump?

No Unknown, add comments in observations

What type of pump is this?

l @_@ Barnes Retrofit E1

What is the condition of the vault?

Excellent ( Go‘oy Fair Poor Immediate Action

What is the condition of the cover?

(Govd ) Missing Broken offset
~—

What type of cover is installed?

Vented Ngnp-Vented >

Condition of interior fixtures (guide rails, electrical connections, etc.)

| Excellent —Good Fair Poor | Immediate Action

Is an isolation valve present?

CYes> No
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What is the condition of the electrical panel?

Excellent ood Fair Poor Immediate Action

Is the audible alarm present and functioning?

{ C Ye No Present, but not tested 1

Is the visible alarm present and functioning?

| Yes ) No Present, but not tested -
~N———

Are there any accessibility issues (shrubs, trees, fences)?

[_ Yes, note issues below in observations m D) W

Are there any obvious signs of 1&I (ie. clearwater flow)?

i( Nc/sj@{s of 1&_}  Minor signs of I&I (weeping or trickle) Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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St. Mary’s County MetCom

Grinder Pump Field Inspection Form

| Date of Inspection [ 2574 Inspector Initials ﬁ bt LN ]
Inspection Number

Property Address 17714 ﬁpjg%pg@,j [Rd

Weather Conditions | Rain Snow Sunny Cloud

Does MetCom own the grinder pump?

@@ No Unknown, add comments in observations

What type of pump is this?

l @e’iers p) Barnes Retrofit El

What is the condition of the vault?

Excellent CGoodD Fair Poor Immediate Action

What is the condition of the cover?

[ (é‘z?cb Missing Broken offset
N~ —

What type of cover is installed?

Vented ¢Non-Vented D

Condition of interior fixtures (guide rails, electrical connections, etc.)

| Excellent ¢ Good” Fair Poor | Immediate Action

Is an isolation valve present?

F (_Y_ep No
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What is the condition of the electrical panel?

Excellent ood Fair Poor

Immediate Action

Is the audible alarm present and functioning?

(@ No Present, but not tested
_

Is the visible alarm present and functioning?

r (Y& No Present, but not tested
S

Are there any accessibility issues (shrubs, trees, fences)?

f Yes, note issues below in observations

(No) ]

Are there any obvious signs of I1&I (ie. clearwater flow)?

N~——

(€0 signs of 1&1\|  Minor signs of 1&l (weeping or trickle)
\___—____,_/

Major (gushing)

Other Observations, any “Immediate Action” taken should be described:

Repairs needed (if any) and estimated schedule for completion:

Photos should be sent to opadmin@metcom.org with the address of the grinder pump in the
subject line. One photo should be taken of each defect or identified action item(s).
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